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Abstract

The purpose of thighesis was to study the correspondence of occupant load factors determined by
the guidance document of Finnish National Building code and the real occupant loads measured
from shopping malls. The correspondence of occupant load factors determined actmrding
Finnish National Building Code were compared with the occupant load factors determined in other
national and international building codes. In additittre impact of Covid19 pandemic to the
evacuation was studied. The data was collected from shopping malls that were located around
Finland. The years where the data was asked were 2019 and 2020 so that comparison before and
during the pandemic could be dad out. As a result, it was observed that the occupant loads that
were determined with the occupant load factors overestimated the occupant load in shopping malls
quite significantly. When the correspondence of occupant load fastms®xamined, it was
observed that the occupant load factors are determined much more specifically to specific building
use in other countries than in Finland. Therefore, occupant load factors that were determined in
the guidance document of Finnish National Building Codendidcorrespond very well with the

real occupant loads. Lastly the impact of Covid19 pandemic to the evacuation was studied. Firstly
it was noted that even though the occupant loads in shopping malls decreased a lot when the
pandemic began, they recoveme@ couple months close to the levels before the pandemic. It was
also observed that if the occupants are physical distancing during the evaduafiibmcrease

the evacuation time specially if they get stuck in the queues on their way out ofltlegoui
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ABSTRACT

Thepurpose of this thesis was to study the correspondence of occupant load factors determined by
the guidance document of Finnish National Building code and the real occupant loads measured
from shopping malls. The correspondence of occupant load factorsnoheteé accordingo

Finnish National Building Code were compared with the occupant load factors determined in other
national and international building codes. In additittre impact of Covid19 pandemic to the
evacuation was studied. The data was collected from shopping malls that were located around
Finland. The years where the data was asked were 2019 and 2020 so that comparison before and
during the pandemic could be dad out. As a result, it was observed that the occupant loads that
were determined with the occupant load factors overestimated the occupant load in shopping malls
quite significantly. When the correspondence of occupant load fastms®xamined, it was
observed that the occupant load factors are determined much more specifically to specific building
use in other countries than in Finland. Therefore, occupant load factors that were determined in
the guidance document of Finnish National Building Codendidcorrespond very well with the

real occupant loads. Lastly the impact of Covid19 pandemic to the evacuation was studied. Firstly
it was noted that even though the occupant loads in shopping malls decreased a lot when the
pandemic began, they recovered couple months close to the levels before the pandemic. It was
also observed that if the occupants are physical distancing during the evaduafiibimcrease

the evacuation time specially if they get stuck in the queues on their way out ofltiegoui



ABSTRAKTI (ABSTRACT IN FINNISH)

Opinnaytety6 tarkoituksena on tutkia kuinka kauppakeskuksista mitatut maksimi henkilomaarat
vertautuvat henkilomaariin, jotka on laskettu Ymparistoministerion asetuksen rakennuksen
paloturvallisuudesta perustelumtinssa annetuilla arvoilla, joita voidaan kayttaa, mikali
rakennuksen henkilomaara ei ole ennalta tiedossa. Lisaksi tutkittiin, miten perustelumuistiossa
maadritellyt arvot vastasivat muissa maissa ja kansainvalisissad standardeissa maariteltyja arvoja
seka koronaviruspandemian vaiktusta rakennuksen henkilotineyteen. Tyota varten tietoja
kauppakeskusten henkilomaarista kerattiin ympéri Suomea olevista kauppakeskuksista. Tietoja
kerattiin vuosilta 2019 ja 2020, jotta vertailua ennen pandemiaa ja pandemian &KiIin
toteuttaa. Tutkimuksessa havaittiin, ettd perustelumuistion arvojen perusteella maaritellyt
henkilom&arat ovat huomattavasti korkeampia verrattuna todellisista kauppakeskuksista
mitattuihin arvoihin. Lisaksi huomattiin, ettéd arvot henkilomaéaérioimiseksi on ulkomailla
maadritelty  paljon  tarkemmin tiettyda  rakennuksen  kayttotarkoitusta  ajatellen.
Koronaviruspandemian ja rakennuksen henkildmaaraan liittyen havaittiin, etta vaikka rakennusten
maksimi kavijamaarat aluksi putosivat huomattavastipal@utuivat muutamassa kuukaudessa
lahelle pandemiaa edeltdvia maaria. Poistumista tutkittaessa simulaatioilla, havaittiin etta
turvaetaisyyksien pitdminen poistumisen aikana lisda poistumisajan pituutta, erityisesti jos
rakennuksessa olijat jaavat jumruuhkiin poistumisteiden eteen.
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1. INTRODUCTION

The aim of this thesis sliy was to investigate the correspondence of occupant load factors defined
by the guidance document of the Ympéarisoministerion asetus rakennuksen paloturvallisuudesta
(Decree of the Ministry of the Environment on the Fire Safety of the building) and thpamtc

loads that are measured from real retail buildings in Finland. The other purpose was to investigate
the impact of the Covid19 pandemic to the occupant load during the pandemic.

The thesis project was made for K¥alokonsulttiOy which is Finnish fire consultant company

that specializes in performanbased fire safety design. The need for the thesis project arose since
the occupant load factors provided by guidance document of the Ymparistoministerion asetus
rakennuksen palotuallisuudesta are used as a reference when the occupant load of the buildings
is designed, and the occupant load is not known. However, based on practical knowledge, it
seemed that the occupant load factors provided by the guidance document seemeski@nden

they caused challenges in the egress design. This practical knowledge is backed up by the fact that
in the earlier research from other countries it is observed that regulation based occupant load
factors are often too conservative and poorly jiesti{De Sanctis et al., 2019The alternative

data can also be used to determine the occupant load if it is well justified. Therefore, the study for
the correspondence of occupant load fachmid real occupant loads were needed in order to get
alternative data on the occupant loads in FEhmetail buildings.

In addition, since the thesis was made during the Covid19 pandemic the questions arise on how
the pandemic situation affects the occuplaad, since the people are advised to avoid social
contacts and keep physical distance towards other people. Enlightened guess that was predicted
was that the occupant loads in public assembly and business premises would decrease, since the
the governmets around Europe announced restrictions and suggestions for the public gatherings.
Even though the decreasing of occupant load was a logical conclusion, there was no researched
data on what kind and how large effect the pandemic will have on the ocongént |

Therefore, the goal of this thesis is to provide information about the actual occupant loads that are
measured from real business premises from Finland and find out if the occupant load factor for
assembly and business premises would correspond ldtladtual occupant loads in business
premises. The second goal is to find out how large is the impact of Covid19 pandemic on the
occupant load in the buildings and how it should be considered when the evacuation design is
made. Therefore, three researclesfions are placed where this thesis project aims to answer. The
research questions are:

1. How the occupant load factor determined by the guidance document on Finnish fire
safety regulation corresponds with the other national and international standards?
2. Howthe regulatiorbased occupant load factors correspond with the occupant loads
measured from real retail premises?
3. What is the impact of Covid19 pandemic to the occupant load and how should it be
considered in the egress design?
When the occupant load facs are compared all the usage categories that are determined by the
Finnish regulation, Ymparistoministerion asetus rakennuksen paloturvallisuudesta, are included in
the comparison. However, when the correspondence of occupant load factors and reak occupa
9
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loads and the impact of the pandemic to the occupant load is studied the scope is limited and
contains only the business premises.

The first part of the thesis contains a summary of the codes, standards and codesefthatcti

are used in occupaidad factor comparison and after that there are literature review were the
background knowledge is gathered together of the earlier research related to the occupant load
factors and occupant loads. In the second part of the literature review the FirtrosialNBuilding

Code is introduced and the comparison of the occupant load with other national and international
building codes, standards and cedépractceis made.

After the literature review, the methodology is presented for the comparison phatéoad and
occupant load factor and comparison of occupant loads before and during covid where all the
different steps that are used are presented. After the methodology part results are introduced for
the research questions two and three. In the digmugpart the final answers are provided for the
research questions where the answers are justified either by the results that are found from this
study or in earlier research. Also, the limitations and the further research topic are discussed.
Lastly thekey findings are presented in the conclusions part.

10



2. NATIONAL BUILDING CODES, STANDARDS AND CODES OF PRACTICE

In this study several national and international building codes, standards and codes of practice are
studied to make a comparison of occupant load factors from different countries. The Finnish
National building code is used as a basis and it is compatied\ational building codes, standards

and codes of practice of the UK, Sweden, Ireland and Italy. These countries were chosen mainly
because their national building codes, standards and code of practices were in English, Finnish or
in Swedish. The originalersions of the studied documents from the UK and Ireland were in
English. The official version of the Finnish National Building Code is in Finnish and in Swedish
and the official version of the Swedish National Building Code is in Swedish. Since itial offi
version of the Italian fire safety regulations and instructions was in Italian, only its English
translation was used. The reason to choose the International Building Code 2018 and the standard
NFPA 101: Life Safety Code was basically their availapidiince they were found in English
language. The country of the National Building Code, code of practice or standard, is the name
and the acronym that has been used in this Thesis are presented in table 1.

Table 1. National and international codes andnstards and their acronyms

Country Code, Standard or Code of | Acronym
practice
Finland Ympaéaristoministerion asetus| 848/2017

paloturvallisuudesta

UK Fire safety in the design, BS9999:2017
managemerand use of
buildings: code of practice

UK Approved Document B: Fire| ADB
safety
Sweden Boverkets BFS 2011:6 BBR18

Forfattningssamling (2011:6
- Boverkets byggregler (18)

Ireland Building Regulations 2006, | TGD B
Technical Guidance
Document B- Fire Safety

Italy Mi ni st er o Del|D.M.18.10.2019
18 ottobre 2019

International NFPA 101: life safety code | NFPA 101
2021

International International Building Code | IBC 2018
(2018)

11



3. LITERATURE REVIEW

The literature review consists of two parts. The first part concentrates on the theory that has been
studied about occupant loads, occupant load factors and their relationship. In the first part, the
terms occupant load and occupant load factor are dedingdvhat has been earlier researched is
studied. Also, the way how the occupant load factor can be measured and how occupant loads and
occupant load factors can be used in legislation are introduced. In the second part occupant load
factors from Finnishtandards are investigated and compared with other national standards if
correspondences with other countries or international standards can be found.

3.1 Occupant load and occupant load factor

When the fire engineering design is made, it is often impottabé able to define the occupant

load of the building. The occupant load means the number of occupants that the building
accommodates at the same time. One of the most common reasons why the occupant load needs
to be estimated for fire safety design ikem required safe egress time is calculated for a
performancebased design project. Required safe egress time is the time that it takes from ignition

to evacuate the building. It is called with the term RSET and it consists of detection time,
notificationtime, premovement time and evacuation time (Gwynne & Rosenbaum, 2016). Other
reasons can be that in some prescriptive design codes, like in the Finnish decree 848/2017,
occupant load is used to set fire safety measures like smoke alarms, sprinklersinedcrisk

based approach, occupant load is defined so that the number of expected fatalities can be estimated.
(De Sanctis et al., 2014l is important to note that the occupant load showolidbe mixed with

the loads that are determined in Eurocodes to describe the loads that cause stress-fodhierigad
structures of the construction. The load caused by the weight of occupants is included in the
imposed loads. (British Standards Ingiibn, 2010.)

In general, the Occupant load includes the number of people that are in the building at the same
time, but there is not a universal definition for the occupant (8pearpoint &Hopkin, 2018)

The BS9999:2017 and ADB share the same definition for occupant load. According to these codes
and standards it is either the maximum number of people that the room, building, or storey is
designed to hold or in other buildings than dwellingss the number of people calculated by
dividing the area by a floor space factor. When the area is measured, counters and display units
should be included in it, but stair enclosures, lifts, sanitary accommodations, and other fixed parts
of the buildirg should be excluded. The Finnish decree on the Fire safety of the buildings gives a
very similar definition: AThe highest number
area. o0 The guidance document o fandtiatecande asede e prr
if the occupant load in a building is not known. The difference to the British Standards and ADB

is that, when using occupant load factors, the guidance document does not exclude any areas that
should not be taken into account.

Occupant load is often determined from occupant load factors that are often described in
prescriptive codes or from international standg@lsearpoint & Hopkin, 2018)The occupant
load factorsare often specified by unit area per persod/[arson) or vice versa (persorjm
(Spearpoint & Hopkin, 2020)When occupant load is calculated according to the standard used,
the area of thewlding is divided by the occupant load factor. The area can be either gross floor
or net floor area, but that depends on the standard that is used. In general, it is also considered that
size, use, and location of the rooms inside the building affeetctibal occupant loa@e Sanctis

12


https://www.zotero.org/google-docs/?eoB3ws
https://www.zotero.org/google-docs/?X3EvLN
https://www.zotero.org/google-docs/?DLMV3a
https://www.zotero.org/google-docs/?K6Pw8S
https://www.zotero.org/google-docs/?YR2nfr

et al., 2019)The occupant load in commercial premises is in normal daily use much smaller than
the design value in prescriptive cod€harters et al., 2002)n general, this is considered as
conservative assumption, because evacuating more people often takes more time. If the evacuation
system is designed for a higher number of people, it can bmadghat evacuation will be faster

with less people so using the higher occupant load increases the safety margin of the design
(Spearpoint & Hopkin, 2018)The issue with assessing the occuwgaad with occupant load

factors from prescriptive code is that it is often unclear on which kind of data or estimations the
numbers in codes or standards are based on, especially since it has been studied that sometimes
the values are not realistipe Sanctis et al., 2019y his phenomenon is identified and called an

issue of magic numbers. It means that regulations and codes often provide tables and values for
design values but the justifiean and reasoning for these numbers are often left out from the
documents. This makes it impossible for the user to know how the specific values are determined
and to evaluate if the values correspedfod with
transparency with the values is not important when performing prescriptive design; it becomes
important when applying performanbased design. When the basis and the derivation of the
values is explained it can be evaluated if the value can bedpplthe user's situation or if it

needs to be modified based on newer information. This way it is also possible to determine if the
value is completely outdated. Additionally, occupant load can be estimated from measured values.
(Gissi et al., 2017; Spearpoint & Hopkin, 2018)

The way different codes, standards or codes of practices determine the occupant load factor may
vary. The simplest method is to use uniformly applied values, which mtmems is only one

single value for the entire building. The values can be given for different occupant categories, but
generally, only one number is used in one building. Another alternative to specifying the occupant
load is to specify the occupant ldaased on floor level, where the values vary based on the factor

of floor level or based on occupant type where the factor is specified for mercantile activities.
(Spearpoint & Hopkin, 2018)

3.2 Measuring occupant density factor from arrivals and departures

The occupant load factor is the predetermined occupant density value that is used in the regulation
to estimate the occupant load in buildings with different intended use when the occapast lo

not known. Occupant density can be presented either persons per square meter or square meter per
person. In the guidance document of the Finnish decree on the Fire safety of the buildings occupant
load factors are given in persons per square nféteparistoministerid, 2017)rhe values given

in the guidance document are translated int(penson, since the most reference codes, standards

and codes of practices are if/person, it is easi¢o carry out the comparison. The two ways of
calculating the occupant density are given in the following equations 1 and 2:

Persons per square metéls: — (Equation 1)
Square meters per persofs: — (Equation 2)
d = Occupant density (ffperson or personfin

p = Number of occupants
af = area of the building (fn

O¢ O¢ O«
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The number of occupants is simply the highest number of occupants, but there can be variation
how the area that is used in the calculation is determined in different codeaydsaamd codes

of practices. Common ways to determine the floor area, is to use either gross or net area. Gross
area or gross floor area means the total floor area of the building where the area is measured
according to the external surface of externalsv@iinteistdsanasto. TSK 4, 1984). The net floor

area is measured according to the internal surfaces of the walls and other necessary structures of
the building like loaebearing columns (Kiinteistdsanasto. TSK 4, 1984). It should be pointed out,
that senetimes the codes, standards and codes of practices might determine areas that are excluded
from the determined gross or net floor area. Good example of this is BFS 2@BHFRA.8 where

the area of the furniture is subtracted from the ne floor area.

When te occupant density is presented in persons per square meters, the actual occupant load is
higher when the value of occupant load factor is higher. It is because the value describes the
number that shows how many people are in the area of one square\Wftetarthe occupant

density is presented in square meters per person, the number describes how much space one
occupant has inside the building. When the space gets smaller it means that the actual occupant
load is higher. Therefore, when the occupant l@atbf is presented in square meters per person,

the smaller the value is, the higher is the occupant load.

The number of people varies all the time as people are coming in and going out from the transient
space, so the occupant density is in constant ehd3iting number of people inside the room is often
assessed from then occupant counter data, with two methods.

In the first method, the occupant load is calculated by counting people coming and leaving the
building as equation 3. The number of people inthdebuilding at the specific moment of time is

then calculated by deducting the number of departures from the number of arrivals. In order to use
this method, the premise must be equipped with the occupant counting system, that is able to
recognize who igjoing in and who is coming out from the building. Another way is to use this
system, where the flow of people goes only one way, and people exit from a different place than
where they come ir{De Sanctis et al., 2019)

06 0606 006 (Equation 3)
where:

0 P = Number of people

0 NA = Number of arrivals
0 ND = number of departures

3.3 Measuring the occupant load factor based on dwell time

The second method to calculate the occupzad factor is based on dwell time. Dwell time is
defined as the time that person spends in the defined space, and it is individual for each customer.
In this method each time a customer walks into the premise the cumulative number of arrivals is
increasedyy one. The arrival time of the customer is recorded since it is needed to estimate the
departure time of the customer. The departure time of the customer is then calculated:

00 00 T(Equation4)

Where:
14
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tD = Time of departure
tA = Time of arrival
T = Dwell time of the customer

O¢ O¢ O«

The time of departure is then recorded, and each departure is added to the cumulative number of
arrivals. The number of occupants at the premise is then calculated by deducting the cumulative
number of departures from a culative number of arrivals at a specific time.

In order to use this method, systems must be able to at least count the number of persons arriving
and departing at the premise, but thecalbed tracking system is better since it can measure the
dwell timefor each individual. The benefit of this method is that time of arrival or departure is
often available, and the dwell time can be estimated with the assumptions or with former research
data.(De Sanctis et al., 2019)

3.4 Estimating the occupant load from the number of sales

The third method to assess the number of people inside the retail store is based on théhact that
number of sales can be associated with the customers leaving the store. However, this method is
guestionable, because when people are shopping together, it often leads to one sale per group. This
is the reason why the number of sales does not reprisgeactual number of departures. In the
earlier research, it was assumed that 50% of customers are alone, 35% are in a group of two, 10%
in a group of three, and 5% in a group of 4 persons. Based on the assumptions that different sized
groups only makere sale at the shops the resedtbabilistic assessment of the occupant load
density in retail buildingshas introduced a-factor that considers the impact of groups when
estimating the occupant load from sglBg Sanctis et al., 2014In order to estimate the number

of occupants inside the store the number of sales is multiplied viaittgy. Based on the assumed
distribution of the group size the factor of g is stated to be 1.7 ir$leanch. This value does not

take into account people who left the shop without buying anything, but the number of these people
is assumed to be negligibl®e Sanctis et al., 2014)

This methal is based on assumptions made before the €d®/igandemic. Since during the
pandemic time people are instructed to avoid social contacts and keep distance from others, it can
be assumed that the percentages that had been assumed earlier has beearuthamgegartion

of customers in a shop alone could be higher, due to the -@8wvigstrictions.

3.5 Occupant load review from legislation

In the occupant load review firstly the Finnish fire safety legislation and standards are introduced
and how occupantoad factors are determined. After the Finnish fire safety legislation is
introduced, the other national standards are introduced, and how the occupant load factors are
determined in the comparison countries. Lastly the comparison is made between thatdoedp

factors regulated by Finnish legislation and the comparison countries and international standards
that are used.

3.5.1 Finnish regulation

The enforcement for Finnish fire safety regulation comes from the Maankéaytto ja rakennuslaki
(132/1999) (Landise and building act) as amended by Act 958/2012. Section 117b deals with fire
safety. The section states that the building must be designed and built in a way that it is safe in

15
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case of fire. The probability of ignition must be limited, the tbadringstructures must be able

to withstand the fire for a certain period of time, smoke and fire spread must be limited and people
must be able to escape the building themselves or they can be rescued from the building. It is also
stated in the section that matetailed information can be given with the decree of the Ministry of
Environment.

The occupant load provisions have been regulated in Ymparistoministerion asetus rakennuksen
paloturvallisuudesta (848/2017) (The Decree of the Ministry of the Environméme &ire Safety

of Buildings (848/2017)). There are three main points that affect the occupant load of the building
which are namely 1) the intended use of the building, 2) fire classification of the building, and 3)
the total door width of the building.

According to the Decree, there are seven different groups for intended uses of the building. Groups
are dwellings, accommodation premises, institutions, assembly, and business premises, office
premises, production and storage premises, and garages. Gbdaysss are defined in a Decree

as follows:

O«

Dwellings refer to the premises that are used as residences, mostly residential apartments,

and leisure apartments.

0 Accommodation premises are premises such as hotels and holiday homes that are normally
in usefor 24 hours. In this usage group, no one is under care or confinement.

O Ilnstitutions refer to the premises |ike ho
Most premises are in use for 24 hours a day and people are under care or confinement.

0 Assembly and business premises refers to premises such as restaurants, shops, schools,
daycare centers, sports halls, exhibition halls, theaters, churches, and libraries. Generally,
the buildings that are used mostly during the day or evening and are aftgneal with a
large number of people.

0 Office refers to the premises that are in daytime use and occupants are familiar with the
building.

0 Production and storage premises refers to buildings that are associated with industrial
activity and storage. These buildings involve ordinary industrial premises, premises for
agricultural production, and large warehouses. In this group, occupantsearéaofiliar
with the building.

0 Garages are facilities that are intended to keep cars and other motor vehicles.

Fire classes are divided into four groups, PO, P1, P2, and P3. P1, P2, and P3 are used when the
building is designed on the basis of the classelsnumerical criteria that are set out in the Decree.
Generally, the fire class P1 needs to meet the strictest criteria regarding the R, E and | and P3 are
the loosest where R stands for ldaehring capacity, E stands for structural integrity and | for
thermal insulation. PO is used when a building is designed partly or entirely with performance
based design. Since there are limitations on the size, number of floors, and number of occupants
in categories P2 and P3 the shopping malls are usually builtdaeg to the fire class P1 or PO,

where there are less limitations. The limitations in size and occupant load in P3 class buildings are
shown on table 2 and 3:

16



Table 2. Restrictions regarding the size of P3 Assembly and Business premises.

Building Number of | Max. Height [ Max. Gross floor area
stories
Onestorey, general |1 9m 2400 nt
4800 nt*
Two-story, general |2 9m 1600 nt
2400 nf*

* The building is provided with an automatic fiextinguishing system.

Table 3. Maximunpermissible number of persons in P3 Assembly and Business premises

Stories 1 2

Assembly and Business 500 (1000%*) 150
premises, persons

* The building is provided with an automatic fiextinguishing system.

The limitation in size and occupant loadH8 class buildings is shown on tables 4 and 5:

Table 4. Restrictions regarding the size of P2 Assembly and Business premises.

Building Number of stories | Max. Height | Max. Gross floor ared

Assembly and Business 4* 14* 12 0000 nt*
premises of more than 2 storig

* The building is provided with an automatic fiextinguishing system.

Table 5. Maximum permissible number of persons in P2 Assembly and Business premises

Stories 1 2 Over 2*
Assembly and Business | No restrictions 250 1000
premises, persons 500*

* The building is provided with an automatic fiextinguishing system.

The second way to determine the maximum occupant load is based on the total width of the exits
of the building. In the Decree section 34, it is stated that the minimum widtheaitas calculated

on the basis of the number of occupants evacuation through the exit. With regards to the entire
building, it is further defined that the number of occupants of an evacuation area may be distributed
between different exits and the widtbf the exits added up to obtain the required total width of
exits. Normally the exit width must be at least 1200mm. If the number of occupants is less than 60
the second exit can be 900mm. If the number of occupants exceeds 120 persons, the minimum
width of the exits must be increased by 400mm for every 60 persons. If the building is a residential
building of no more than 2 stories, only one exit of 900mm is acceftatparistoministerio,

2017).

If the maximum number of occupants is not known, it can be estimated from net floor areas and
with the occupant load factors that are presented in the guidance document of Decree on the fire
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safety of buildinggYmparistoministerio, 2017)r'he occupant load factors are presented in Table

6. The occupant load factors are presented in the guidance document of Finnish 848/2017 in
person/m, however, since the most reference codes, standardeadaafcpractises that are used
presents the occupant load factor§p@rson the values are translated t@person in occupant

load factor comparison.

Table 6. Predefined occupant load factors in Finland (Ymparistoministerio, 2017)

Occupancy Occupant load factor (person/n?) | Occupant load factor (m?/person)
(Net floor area) (Net floor area)

Dwellings, Accommodation 0.1 10

premises, Institutions, and office

premises

Assembly and business in genera 0.4 2,5

Assembly and business, 1 1

amusement, art, etc.

Production and storage premises, 0.03 33,333

garages

3.5.2 Occupant load factors in selected countries

The occupant load factors vary in national building codes, stanadiaddsodes of practice of each
country. The occupant load factors are mostly used in regulation in order to determine the occupant
load of the building if it is not known before. Then the occupant load is used to determine the exit
width of the building. A it is stated before, it is hard to know which kind of data occupant load
factor values are based on. In this section occupant load factors from the UK, Sweden, Italy, and
Ireland will be introduced.

In the UK occupant load factors can be found from BS9999:2017 and from Approved Document
B (ADB). Both documents provide technical guidance and recommendations, but they are not
official regulations, so the building projects must fulfill the requirememntsiged by local
building regulations(British Standards Institution, 2017; Great Britain & Department for
Communities and Local Government, 20118)BS9999:2017 occupant load factors are shiown

table 7.
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Table 7. Occupant load factors according to the BS9999:2017

Use Density Population density example
(m?/person)

Office High 4 Call Center

Normal 6 Open plan office

Low 10 Cellular office
Shop High 2 Clothing store

Normal 4 Supermarket

Low 7 Furniture showroom
Standing area Very high 0,3 People queuing

High 0,5 Bar

Normal 1 Theatre or cinema foyer

Low 2 Museum / Gallery
Seating area Normal 0,4 Theatre / Cinema auditorium

* Stair enclosures, lifts, sanitary accommodations and other fixed parts of building structures are subtracted from the

area.

In the Approved document B the usage classification is made differently. The buildings are divided
into 15 usage groups. Unlike B59999:2017 the usage group contains only 1 number and does
not consider that the occupant load can vary within the one user group. The usage groups can be
quite well detailed in ADB, since there are own user groups for the skating rink or for the kitchen
and library but then again, there is only one number for the offices which corresponds with the
normal office occupant load in BS9999:2017. The occupant load factors in ADB are shown in

table 8.
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Table 8. Occupant load factors according to Amgproved Document B

Occupant load factor
Occupancy (m?/person)
Standing areas, bar areas, similar refreshment areas 0.3
Amusement arcade, assembly hall, areas without fixed seating 0.5
Concourse or queuing area 0.7
Committee room, Common roor@pnference room, restaurant, etc. 1
Exhibition hall or studio 15
Skating rink 2
Shop sales area (Supermarkets, department stores, shops for personal s¢ 2
Art Gallery, Dormitory, Factory production area, museum, or workshop 5
Office 6
Shopsales area (trading predominantly in furniture or other bulky goods) 7
Kitchen, library 7
Bedroom 8
Bedsitting room, halls 10
Storage and warehousing 30
Car park 2/parking

* Stair enclosures, lifts, sanitary accommodations, and other fiagd of building structures are subtracted from

the area.

The occupant load factors in Swedish regulations are defined in Boverkets Forfattningssamling
(2011:6)- Boverkets byggregler (18) that will be referenced later as BFS20BB®R18. If the
occupan load is unknown, the occupant load factors can be found in table 5:333. The occupant
load factors are presented as peopta@harea in the document, but in this thesis, the values will

be changed to ffperson so that comparison is possible.
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Table 9. @cupant load factors according to the BFS 2011BBR18

Occupant load factor, (n¥/person)
Occupancy net area
Offices 10
Library* 10
Dance hall 0.4
Classroom 2
Conference room* 1.43
Church 1
Shopping centre, department store, retail store 2
Museum, art gallery 4
Pub, bar 0.333
Restaurant* Number of seats or 1
Assembly premise (sitting only) 0.59
Assembly premise (standing and sitting) 0.4
Assembly premise (fixed seats) Number of seats

* Net area can be determined minus the arebofige fittings

The occupant load factors in Irish regulations are provided in the Technical Guidance Document
B of Building Regulations 2006. Technical Guidance Document B deals with fire safety. In the
document, it states that occupant loadakulated by dividing the area of the room or story by
occupant load factor, but the area excludes stairway enclosures, elevators, and sanitary
accommodations. Table 1.1 from the document provides the following occupant load factors:

Table 10. Occupant & factors according to the Technical Guidance Document part B

Occupant load factor
Occupancy (m?/person)
Standing area in assembly and recreation building 0.3
Bar, lounge bar 0.5
Restaurant, dining room, meeting room, committee room, staff room 1 /Number of seats
Factory production area, open plan offices 5
Bedroom or study bedroom 8 / Number of beds
Offices and kitchens 7
Storage building, Car park 30/ 2 per parking space

* Area excludes stairway enclosures, lifts and sanitary accommodation.
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Occupant load factors in Italian regulations are provided in Gazzetta Ufficiale della Repubblica
Italiana in Ministero dell'Interno Decreto 18 ottobre 2019. Annex 1 deals with Teclingcal

prevention standards. The occupant load factors are provided in table 91 and like the area, the gross

surface area is used. In addition, in table 92, there are other criteria on how to determine occupant

load in certain facilities.

Table 11.Occupagn | oad factors accordi

ng to the Mini

Occupant load factor

Occupancy (m?/person) Gross area
Outdoor settings intended for entertainment without seating 0.5
Indoor settings for entertainment. No seating. Kieel >50MJ/m 0.5
Settings for entertainment with fire load more than 50MJ/m 0.833
Settings for catering 1.43
Settings for educational and laboratory activities (without seating) 2.5
Waiting rooms 2.5
Offices 25
Sales settings of small retailisiness 2.5
Sales settings of medium and large retail business 5
Sales settings of retail business without food section 5
Reading rooms 3)
Outpatient clinics 5
Sales settings of wholesome business 10
Sales settings of small rethilisinesses, with a specific range of +ioad good 10
Residential buildings 20

Table 12. Criteria to deter mi

Decreto 18 ottobre 2019

ne

t he

occupant |

Occupancy

Criteria

Public car parks

2 person per parked vehicle

Private car parks

1 person per parked vehicle

Inpatient clinics

1 patient + 2 visitors per bed A
staff

Settings with seating or beds

Number of beds + staff

Other settings

Maximum number present
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3.5.3 Comparison of occupant load factors in different countries

Comparing the occupant load with tregyulations of other countries is not straightforward. Each
country has defined its own occupant load factors for different building usage types. This causes
an issue because if the usage type is very wide it might contain multiple usage types from other
countries. This can be seen very well when comparing the Finnish occupant load factor determined
for assembly and business premises. In Finland, this group contains a wide range of different types
of buildings whereas in other countries the occupant loatdriaare defined separately for the
specific building. The other problem is, how the areas that are used to define occupant load factor
are determined. In some codes, the gross floor area is used and in some codes net floor area is used
to determine thearupant load factor. Then there is also variation if there are some specific areas
excluded from the total gross or net floor area. Lastly, there can be even variation how the different
countries are determined the terms gross floor area and net flaor are

The occupant load factors are compared in Appendix 1. To facilitate the comparison, there are
seven graphs that are divided according to Finnish usage groups. The yellow column illustrates
the occupant load factor in Finland in a specific usage group.oftter columns illustrate the
occupant load factors from other countries that would correspond to the Finnish usage group.

The occupant load factor for dwellings is only determined in Italian D.M. 18.10.2019 alongside
with Finish 848/2017. It can be obsged that the occupant load factor in 848/2017 (3#penson)

is stricter than the occupant load factor determined in D.M. 18.10.201/2€rson)(Direzione
centrale per la prevenzione e lausezza tecnica, Ufficio per la prevenzione incendi ed il rischio
industriale & Ponziani, 2019; Ymparistoministerio, 2017)

The same issue as with dwellings can be seen in usage group garages where occupant load factor
is defined only for Finland and lietd. The occupant load factors in both countries are almost the
same. The occupant load factor according to the 848/2017 is 3&son and according to TGD

B 30 nt/person. However, the regulation of different countries offers a way to estimate the
occyant load in car parks. Generally, the occupant load in car parks is estimated to be 2 people
per parking space. This method is used in ADB, BFS 201B®BR18, and in TGD B, it can be

used as an alternative method in estimating the occupant load. Acctwrdie D.M. 18.10.2019,

the occupant load in public car parks is estimated similarly, 2 people per parking space. For private
car parks, the occupant load is estimated to be 1 person per parking space.

When accommodation premises are compared it caedretBat the values can be compared with
three values from ADB and one value from Technical Guidance Document part B. In ADB the
premises that would correspond with the accommodation premises determined by 848/2017 are
dormitory, bedroom and begitting room and in Technical Guidance Document part B
corresponding values are determined for bedroom. The occupant load factor determined in
848/2017 for accommodation premises is Flperson. When compared with the ADB the value

of bedsitting room correspondsith 848/2017 but the occupant load factors for bedroom (8
m?/person) and dormitory (5#fperson) are stricter. The values that are determined for bedrooms
according to the ADB and TGD B correspond with each other.

In institutional buildings, the occupardd is the same as in accommodation premises. The
occupant load factors can be compared again with the bedrooms asittihgdooms from ADB
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and TGD B. According to D.M. 18.10.2019, the occupant load can be determined with the
occupant load factor for gpatient clinics and with the number of beds for the inpatient clinics.

The occupant load factors for offices have been defined for all standards that have been used in
the comparison. In the BS9999:2017 three values have been defined fatiffiereat types of
offices. The values are 4%fperson for high occupant load offices like call centers2penson

for medium occupant load offices like opplan offices, and for low occupant load offices 10
m?/person and an example is a cellular offitke occupant load factor according to 848/2017 and
BFS2011:6- BBR18 corresponds with the low occupant load office. In TGD B, the defined
occupant load factor for offices is defined to be?person, so the occupant load is estimated to

be a little higler. The occupant load factor determined in ADB corresponds with the value that is
determined for Open plan offices in BS9999:2017. In TGD B, the occupant load factor is defined
for open plan offices as well, and it is /person, so occupant loaddgpected to be slightly
higher than according to BS9999:2017. The highest occupant load factor in offices is determined
with the D.M. 18.10.2019, where the occupant load factor for offices is Zp&rson.

One of the user groups that is used in Finlarmtesluction and storage buildings. The occupant
load factors that match with this user group can be found in ADB and TGD B. The occupant load
factor that is used in 848/2017 for production and storage buildings corresponds well with the
values that are detmined for the storage buildings in TGD B and in ADB. The occupant load
factor for storage and warehouses in these regulations i€/éraon whereas according to the
848/2017 it is 33.3 Afperson. However, since the usage group according to the 848@thihs

both production and storage areas, it does not correspond well with the occupant load factors that
are determined for production areas provided in ADB and TGD B. ADB and Technical Guidance
document part B corresponds well with each other sire@tbupant load factor for production
areas is determined to be %/person in both documents. However, this occupant load factor is
way stricter than the occupant load factor determined by 848/2017.

The most complex usage group is the assembly and bsiginasises. In 848/2017, this usage

group is divided into two groups: Assembly and business premises, in general, and Assembly and
business premises, Amusement, art, etc. However, it has not been further explained, what premises
belong to thengralup ahd Aiwmat bel ongs to the g
means that assumptions are made to identify correspondence there between general assembly and
business premises and shops, schools, libraries, sports halls, and daycare premises. Tlye Assemb
and business premises of amusement and arts refers to the restaurants, bars, theaters, museums,
churches, exhibition and conference halls, and standing areas where a huge number of people
gather together. The issue with comparing occupant load factoassembly and business
premises is that, even if it is split into two groups, the groups contain a wide spread of different
types of premises, and it is questionable if one single value for the occupant load factor can be
used.

The occupant load factor amgeneral assembly and business premises in Finland is determined to
be 2.5 miperson. The group is compared with 14 different values of occupant load factor from
BS9999:2017, ADB, BFS2011:6BBR18, and D.M. 18.10.2019. The lowest values correspond
quitewell with the occupant load factor of 848/2017 since the occupant load factorrfetson

can be found in clothing stores in BS9999:2017, {ugtupant load shop sales areas in ADB, and

in classrooms, shopping malls, and retail stores in BFS20BB&18. In addition, according to
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D.M. 18.10.2019 in small retail businesses, the occupant load factor is exactly the same as in
848/2017. However, since the usage group according to the 848/2017 contains a wide spread of
different types of buildings, one @emined occupant load factor does not correspond well with

all the building types that other countries have determined. For example, the occupant load factor
is 10 nt/person for libraries according to the BFS201RBR18 and for small retail business with
nonfood goods according to the D.M. 18.10.2019.

The same issue can be observed in the usage group of assembly and business premises for
amusement and art etc. The occupant load factor in this group is defined té/jpeVithen this
occupant load is comped with the other national standards it can be observed that other countries
have determined multiple values for more precise building types. The values according to the
848/2017 corresponds with some values, but with other values it does not, sincGgthgrosip

contains so wide spread of different types of buildings.

3.5.4 Comparison of Finnish occupant load factors and NFPA 101 and IBC 2018

The occupant load factors are defined also in international standards. For this thesis, the
international standds used are NFPA Life safety code 101 and International Building Code 2018.

The comparison between Finnish regulation, NFPA 101, and the International Building code is
made in table 13. The first aspect to notice, is that both NFPA 101 and 1BC2018 tdeérnesal
occupant load factors for offices and garages. For dwellings, it can be noted that both international
standards have higher occupant load factors for residential buildings than in the Finnish National
Building Code.

In accommodation premises, thecupant load factors are defined in NFPA 101 jointly for hotels
and dormitories and in the IBC2018 for residential buildings and dormitories. In Finland the
occupant load factor is 10%person in NFPA 101 for hotels and dormitories the occupant load
factor is 18. Interestingly the International Building Code shows that the occupant load factor for
dormitories is 4.65 Afperson.

For institutional buildings, assembly and business premises, and production and storage buildings
it can be seen that in inteti@nal standards multiple occupant load factors are defined that would
fall into one usage group in Finland. In institutional buildings, the occupant load factor matches
closely with the sleeping areas and detention centers from NFPA 101 and with steepsgnd
outpatient areas in IBC2018. In NFPA 101 Board and care, Ambulatory healthcare and inpatient
areas have higher occupant load factors whereas in International Building code inpatient areas
have higher occupant load factors. This means that ewerihish regulation, there is only one
number for institutional buildings, the number is on the stricter end of the spectrum when occupant
load is estimated.

Assembly and business premises are divided into two groups in Finnish regulation. The first grou
contains general assembly and business premises where the occupant load facta/pedanm

and the second group issambly and business premises which are used for amusement, art, etc,
where the occupant load factor is Zm In the NFPA 101 thererere multiple occupant load
factors defined that woul d correspond with t
business premiseso. I n NFPA 101 the occupant
sales areas, libraries, and classrooms. Tleamant load factor for sales areas varies between 2.8
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m?/person and 5.6 fiperson. The occupant load factor for stacking areas of libraries was as high
as 9.3 M/person and for classrooms 1.9/person. The international building code differs only
with sdes areas. In the international building code, only mercantile areas are specified, and the
occupant load factor is determined to be 5%fparson.

For assembly and business premises the occupant load factor determined in Finnish regulation is
at aconservative end of the spectrum when compared to the international standards. However, in
the most crowded area, the occupant load factor is estimated to be even higher according to both
standards. According to both standards, the occupant load factordantrated use without fixed
seating can be as high as 0.68parson and in the IBC2018, standing areas are estimated to be
0.46 nt/person. In this group, another end of the spectrum can be found when compared to the
museums and galleries. AccordingN&PA 101 occupant load in galleries is estimated to be 9.3
m?/person whereas in IBC2018 museums are Z/Berson.

For production and storage areas, the occupant load factor is determined in Finnish regulation to
33.3 nf/person. In international standar@lss i n ot her countriesdé regul
not match with the occupant load factors that are determined for industrial buildings. Both NFPA

101 and IBC2018 determine occupant load factor for industrial areas to?8rson. For

different kinds of warehouses and storage areas, the occupant load factor is determined to be either
27.9 nt/person or 46.5 Aperson.
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Table 13.: Comparison of occupant load factors from Finnish regulation and international standards

Finland Occupant Life Safety code Occupant IBC 2018 Occupant load
load factor | 101 load factor factor (n¥/p)
(m?/p) (m?/p)
Dwellings 10 Apartment 18.6 Residential 18.6
(1 p/r?) buildings
Accommodation 10 Hotel and 18.6 Dormitories 4.65
premises (1 p/n?) dormitories Residential 18.6
Institutions 10 Board and care 18.6 Inpatient area 22.2
(1 p/n?) Detention and 11.1 Outpatientarea | 11.1
correctional use Sleeping area 9.3
Inpatient area 22.3
Sleeping area 11.1
Ambulatory health | 14
care
Assembly and 25 Library stacking 9.3 Library stacking | 9.3(gross)
business, in genera (0.4 p/nf) Library reading 4.6 (net) Library reading 4.6(net)
Sales area on stree| 2.8 Mercantile 5.6
floor Classroom 1.9
Sales area on two q 3.7
more street floors
Sales area on beloy
street floor 2.8
Sales area above
street floor 5.6
Classroom
1.9
Assembly and 1 Concentrated use | 0.65 (net) Assembly without| 0.65 (net)
business, (1 p/n?) without fixed fixed seats
amusement, art, et seating Standing spaces | 0.46 (net)
Stages 1.4 (net) Stages 1.4 (net)
Galleries 9.3 (net) Museum 2.8 (net)
Casinos 1 Gaming floors 1
Production and 33.3 General and high | 9.3 Industrial areas | 9.3
storage (0.03 p/n3) hazard industrial Agricultural 27.9
Special purpose buildings
industrial MP Warehouses 46.5
Storage in Accessory storagq 27.9
mercantile 27.9 areas, mechanica
occupancies equipment room
Storage in other
occupancies 46.5
Storage in storage
occupancies MP

MP=The maximum probableumber of occupants present at anytime
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3.5.5 Occupant load factor in shopping malls

When observing occupant load factors from the regulations of different countries or in
international standards, it can be seen that occupant load factors are very staredyed for
shopping malls. According to the Finnish regulation, shopping malls would fall under the category
Assembly and business, general which means the occupant load factor would #p, 26ch
according to Swedish BBR the occupant load is detedrtim&e 2ri/p.

The international standards NFPA 101 and IBC2018 provide a more detailed way of estimating
the occupant load factors in shopping malls. Figure 1 is from NFPA 101 and is used to estimate
the occupant load factor in the shopping mall. AccgdmNFPA 101, 270 shopping malls of
different sizes were studied and found that an increase in the size of the shopping center will lead
to a decrease in the number of occupants per square foot ofeasable area.

52
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Figure 1. Occupant load factor ihepping malls according to the NFPA 101: Life Safety Code
In the IBC2018 the occupant load factor for malls is determined with the equation 5.
00O 0®00C®7000 25 (Equation5)
Where
OLF = The Occupant load factor (square feetgmeson).
GLA = The gross leasable area

The occupant load factor must be between 30 and 50 square feet per person which means
3.34n¥/person 4.65nt/person according to international building codes. When this is compared
with the NFPA 101 the occupant lo&attors are almost the same, since according to the NFPA
Life safetycode the occupant load factors in shopping malls varies betweer/Be3san and 5.1
m?/person which means that the variation range of occupant load factor is little wider when it is
deermined with the NFPA Lifsafety code.
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4. METHODOLOGY

In the methodology the whole workflow of the thesis study is presented. The methodology consists
of three parts, namely data collection, data analysis and evacuation simulations. In the data
collectionpart, the methods that are used in order to collect the data are presented. The data section
presents how the data is armdg. Finally, the evacuation simulatisnpart presents the
justification on why the evacuation simulations are needed. Thoseesr@xplained including
description of the simulation model, occupant characteristics and how the number of repeated
simulations runs are determined.

4.1 Data collection

In this thesis there were three research questions that needed to be answeredhéivst is
regulationbased occupant load factors correspond with the real occupant densities measured in
Finnish premises, second is how occupant load factors correspond with international standards and
regulation of the other countries and lastly what is thpaict of Covid1l9 pandemic for the
occupant load. In order to answer this question data needs to be collected.

In order to carry out the comparison of occupant load factor given by Finnish regulation and the
occupant densities measured fréimnish retail pemises, the occupant density data needs to be
collected from actual premises in Finland. In order to do this, the first objective is to define what
kind of information is needed and how much. The second task is to make the congalced

try to contatthe facilities that could share the information for this study and lastly the data needs
to be collected.

In order to compare the occupant densities from different premises and with the regulated occupant
load factor the net customer area from each menvere asked along with the highest number of
occupants simultaneously inside the building during the research period. In order to see if there
are fluctuations in the highest occupant load, the data was asked from every day during the research
period.

Since one of the questions was to find out how the occupant load has changed due-®OCovid
pandemic, the research period was decided to contain the years 2019 and 2020. According to
Finnish Institute of health and welfare the first confirmed Covid19 easesrecorded in Finland

in the beginning of 2020 and the first Covid restrictions and suggestion came into force on
12.3.2020(Onnettomuustutkintakeskus, 202X¥ear 2019 was chosen to repmsthe normal

times, where the affection of Covidl9 pandemic is not seen in occupant numbers and 2020
represent the pandemic conditions.

The companies were contacted by email and phone calls. In order to keep them interested in the
project the companies weoffered to have a short fire safety audition by-R&okonsultti Oy in

return from the information they provided for the thesis. The privacy of the companies are
respected and the companies are handled anonymously in this report. The confidentiality
agreements were signed between the companies ardd{dkonsultti Oy in order to ensure their
privacy and safety of confidential information.
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4.2 Data analysis

The data analysis is the part that was made after all the data is collected. The analysis was made
in three parts. In the first part, which was made in a literature review, the occupant load factors
determined by th&innish fire safety regulation is compared with the national regulations of the
other countries and international standards. In the sqmamthe occupant densities from Finnish
regulationarecompared to the data that is collected from actual premises. In the last part the pre
covid collected data is compared with the collected data during the covid time in order to evaluate
if there aredifferences.

In order to analge collected data the mean value, standard deviation and maximum values of
occupant densities at each premise are presented in a table. The minimum values were left out,
since the Finnish National Building Code clearly states that the building must beedkfigthe

highest possible occupant load. The premises are all shopping malls, and they will be called with
the corresponding letter in order to protect the privacy of the premises. Also, the line charts are
plotted on each premise where the distributboccupant densities are compared with the year
2019 and 2020.

The comparison of the occupant load factor and actual occupant density in real buildings are made
by comparing the occupant load factor of general assembly and business premises witieshe val
that are presented in the table of each premise. In order to make the comparison the occupant
density of each premise is presented in persons per square meters. The regulated occupant load
factors are divided by the measured occupant densities. hthes are close to 1, it means that
the occupant load factor predicts quite well the occupant loads in the buildings, however it does
not leave any room for the possible change if the occupant loads would increase in a building in
the future. If the valugare less than one, it means that occupant load factor underestimates the
occupant loads and predicts less people that there actually are in the building. Lastly, if the values
are more than 1 the occupant load factor overestimates the occupant lakdthmbiuilding. The
example of this ratio is presented in equation 6.

08 T2

— =22 . 32 ZEquation 6)

OLF = Occupant load factor
OD = Measured occupant density

4.3 Evacuation Simulations

The evacuation siulations were used to investigate the effects that different occupant loads and
the Covid19 pandemic had on the RSET. The other use for evacuation simulations is to visualize
the effects that different occupant load or pandemic situation might haveupamtdehavior.

The main interests are to compare the occupant behavior if the occupant load is determined
according to the regulated occupant load factor of 0.4 perdamchwith the actual measured
occupant densities. Secondly the differences in egaessstudied with the occupant loads
measured before the pandemic and during the pandemic.
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The egress simulation software that is used in egress simulations is Pathfinder version 2021.4. The
main reason why the Pathfinder software is used is that it was available to use and was considered
suitable software for the purpose. Pathfinder uses ancanis 2D triangulated model that forms

the navigation mesh where occupants can move freely within its bound@hesderhead
Engineering, 2021 0ther alternative programs with continuous niogeapproach and the ability

to represent physical distancing could have been used, but the availability to the Pathfinder
software was the main reason to ugditunderhead Engineering, 2021)

4.3.1 Simulation model

The model that is used in simulations is a realistic fictitious shopping mall that is planned according
to Finnish regulations. The area of the shopping mall is 1435@chthe shopping mall contains

two floors. Each floor forms its own individual escape zone and the number, width and location
of the exit doors and staircases are designed, according to Finnish National Building Code and for
the occupant load that is estited with the occupant load factor provided in the guidance
document of the National Building Code. The evacuation distances are designed so that they will
not exceed the distances provided in the National Building Code. The shopping mall is equipped
with an automatic fire alarm system and sprinkler syst@fmpéaristoministerio, Asuntoja
rakennusosasto, 2003)

Ground floor is presented in figure 2. The ground floor is 10 G@Gw consists dfvo large retail

spaces. On the northern, western and southern sides of the shopping mall there are smaller retail
spaces. Inside the shopping mall there are five main entrances. Four of those are located at each
end of the main corridor and one of theimantrances is on the eastern wall and leads to one of

the other large retail spaces. On the northern corridor there are two 1.5m wide walkways that
transport people between the two floors. On the southern corridor there is a three meter wide open
staircae that connects the two floors. In the northwest, northeast and southwest corners there are
stair rooms that act as an escape road from the first floor. Those cannot be accessed from the
ground floor, and they lead directly outside from the shopping mall.
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Figure 2. Ground floor of the simulation model. Black lines represent the longest escape routes.

The first floor is presented in figure 3. The area of the second floor is 4380nthe northern
corridor there are business premises which are about?&rapt the last one in the northeast
corner which is about 30GmBehind the business premises on the northern corridor there is a 2m
wide corridor that connects to the stair rooms. This corridor provides the second escape option for
the business premise®n the Southern corridor there are smaller business premises on the two
sides of the corridor. From the first floor it is designed that occupants would escape to the protected
staircases in the corners of the floor. Therefore, it is assumed also tvatkivay on the northern
corridor stops automatically in case of the fire alarm.
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Figure 3. First floor of the simulation model. Black lines represent the longest escape routes.

The maximum travel distance in the exit zones where there is only one aidt equipped with
automatic fire alarm device and sprinkler device is 30m, in the shops where there are at least two
exits the maximum travel distance is-@@m and in other spaces the maximum travel distance is
60-70m. The lower limit is when the floorelght is 3m and the higher limit is for 10m and in
between values should be interpolated. The floor height in the shopping mall is 5m but the structure
is open where the floors are not overlapping, so ceiling height for the ground floor is 10m.
maximum trael distances:

Ground floor shops: 60m

Ground floor other: 70m

First floor other: 63m

First floor shops: 49.3m

First floor shops with one exit: 30m

O¢ O¢ O« O¢ O«

The travel distance is measured according to the shortest possible route, however inside the shops
andretail areas the distance is measured along the walls, since in the shop there would be shelfs
and other obstacles that occupants need to get past. The maximum travel distance on the ground
floor is presented in figure 2. The maximum travel distance cdourel from two large retail

spaces. The travel distances from both spaces are 62m. The maximum allowed escape distance is
70 meters because the escape door is in the corridor. However, the part of the escape route that is
inside the shop must not crose ttiistance of 60m. Since the part of the escape routes inside the
shops is about 30 meters the total travel distance is acceptable.

33



At the first floor the maximum travel distance can be found from the small retail premises at the
southern corridor (Figurg). The maximum travel distance to the escape stair room must be less
than 63 meters. However, the part of the escape route that moves inside the small retail space
where there is only one exit must be less than 30 meters. Also, the part of the eseapwtout
moves inside the small retail premise must be doubled because the Finnish 848/2017 states that if
the passageway to two separate exits partly join, the length of the common part must be doubled.
The total maximum travel distance at the first flad6iLlm. The part that goes inside the small

retail space is 9 meters and since that is a common path in the route for two separate exits this must
be doubled into 18m.

According to the 848/2017 348 the exit width is calculated from the maximum occuparitead
occupant load factor that should be used to estimate the occupant load can be found in the guidance
document of the decree. Occupant load factor for general assembly and business premises is 0.4
person/m. Occupant loads are as follows:

O Ground floor:l ® 0®? z 081 Qi i EA&& & 4000 persons
O Firstfloor:4 3 %682z 081 Qi | E4&2i 17 H@i i € ¢ i
The width of exit must be at least 1.2m and height 2.1m. If the number of occupants exceeds 120,

the total minimum width igalculated by increasing the minimum width by 0,4m for each group
of 60 people. This way the exit widths are calculated:

0 The minimum width for ground floor: 27m
0 The minimum width for the first floor: 12m

On the ground floor the small retail areas are sgeldhat travel distances are longer than the
maximum allowed distances, therefore each retail space must be equipped with a back door. The
width of each back door is 1.2m and in total there are 14 backdoors on the ground floor.

Since each one of the rétstores at the ground floor is equipped with the backdoor, it would mean

that the width of the main doors would be very narrow if the building would have been equipped
only with the minimum required door width. The theory of affiliation predicts thdtarcase of
emergency the occupants tend to move towards familiar people and familiar exit routes. This
means that in case of an emergency people would move towards the main entrances and therefore
the main entrances should be wider. In the researéteqnl e 6s behavi or in the
area of the buildingg2% of the people escaped from the main entrance (Sime. 1985.) Therefore,

the width of the main doors is calculated so that about 72% (2880) of people at ground floor escape
from one of the mainrgrances. The total exit width from the ground floor is 36.3m considering

both the small back doors from each premise and the main doors.

At the first floor people are supposed to exit via protected stair rooms that are located in each
corner of the floorThe minimum exit width of the first floor is 12m. There are five stair rooms
with a 2.5m staircase. The total exit width on the first floor is 12.5m

4.3.2 Occupant characteristics

The occupants are divided into four different main profile categoriest Athildren, Elderly and
Wheelchair. Children are considered to be less than 15 years old, Elderly more than 65 years old
and adults are from 15 to 64. The age is not determined for the people in a wheelchair. According
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to Statistics Finland the populatiahstribution in Finland was distributed as follows in 2019
(Tilastokeskus, 2020)

Table 14. The age distribution in Finland in 2019 (Tilastokeskus, 2020)

-15 years 1564 years 65 years

16% 62% 22%

However, to use more conservative assumptions, a stricter distribution is used, in order to make
sure that the simulation leads to safe results. The conservatism is added by increasing the
percentage of children and elderly in the simulathading the percentage of children and elderly

is considered to be more conservative than having a larger percentage of adults, since they are
slower to walk. In addition, the percentage for the people with the wheelchair was determined
according to the ammon practice of the company KRalokonsultti. In the company, the
percentage of 2% is often used for wheelchairs in shopping mall buildings and it is generally
accepted in design projects by the rescue authorities of Finland.

Generally, it is assumed thaeople do not need assistance to escape the building. However, since

on the first floor the escape is designed through the stairs, the people with the wheelchair need
assistance on the first floor. Since the only way for people with the wheelchair t® mov
independently between the ground floor and the first floor is through the walkway, it is decided

that people with wheelchairs need assistance in evacuation to escape from the first floor. Two
alternative profiles wereinwheelthaéed . on Thilee A@
is based on the profile Aadultodo and fAassisted
and occupants start to escape the building, people with the profile assist first go to the people that
need assistanced assist them to escape the building. In the simulation two people are needed to

help one person with the wheelchair to escape. The people who are assisting the people with the
wheelchair are assumed to be people who came to the mall along with the \ibplee

wheelchair.

In table 15 the basic input detail is presented. The table presents the distribution of the main
occupant profiles, walking speeds, shoulder widths;nppeement times and heights of the
different occupant profiles. By default, Patider uses a cylindrical body shape. The diameter of
the cylinder is considered the shoulder width. The values for walking speed and shoulder width
for adults, elderly and children are taken from FDS+Evac user mgKoahonen, 2018)
However, FDS+Evac approximated the body shape of the occupants to be an elliptical combination
of three overlapping circles as seen in figure 4 instead of cylindrical as in Pathfinder. The shoulder
width is approximged by multiplying the value Rd by 2 in order to get the diameter of the circle.
The movement speeds and widths for wheelchairs were not defined in FDS+Evac User Guide,
therefore the data for people with the wheelchair were searched and found fromahehrEge
and disabled people in buildings. The-ptevement time means the time from the alarm to the
beginning of the movement. Pneovement time is considered to consist of two phases, recognition
phase and response phase. In determining thmpvemen time the researcfihe Variation in
Pre-movement time in Buildingvas used. Similar premovement time was suggested for all
behavior groups, because the research that was used specifiedti@vpneent times for each
building type but not for differertypes of occupant profiles. Therefore, the-prevement time
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for department stores was used, and it was assumed that the values contain all different age groups.
(Forssberg et al., 2019)in the evacuation scenarios it was assumed that in the beginning of the
scenario, an automatic alarm system has already detected the fire and given the alarm. Therefore,
the detection time or notification time is not included to the RSET in this study. Theetesafe

egress time (RSET) consist of prevement time and the evacuation time in this study.

Figure 4. How the occupant shape and shoulder width is determined in FDS Evac (Korhonen, 2018).

Table 15. Basic input details for the Pathfindg@nulations.

Profile Adult Child Elderly Wheelchair
Distribution: 50% 23% 25% 2%

Speed (m/s): | 1.25+£0.30 0.90+0.30 0.80+0.30 0.72 (0.441.22)
Shoulder width| 0.51+0.7 0.42+0.3 0.50+0.04 100cm

(m)

Premovement | 35.9/(5111)/17.7 | 35.9/(5 35.9/(5111)/17.7| 35.9/(5111)/17.7
(s) Mean/(minmax)/SD 111)/17.7

Speed and shoulder width of adults, children and eld@¢yrhonen, 2018)
Speed of wheelchai(Shields & Fire Research Station, 1993)

Width of wheelchair(Shields & Fire Research Station, 1993)
Premovement time(Forssberg et al., 2019)

4.3.3 Simulation scenarios

In order to determine the simulation scenarios, the variables for the simulations must be
determined. Since the goal of the simulations were to illustregedifferences in building
evacuation with occupant load determined with the regulated occupant load factors or with
measured occupant densities before and during the pandemic, the occupant density will be chosen
to be the first variable. The occupantdsawill be determined with the occupant load factor given

by Finnish regulation for the general assembly and business premises and with the mean and
maximum occupant densities from the year 2019 and 2020 after'flu M2rch.
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Table 16. Summary of difent route choice scenarios and their assumptions

Route choice:

Assumptions

Locally quickest path

Uses the default algorithm of Pathfinder
It is assumed that the occupant knows about the d
and queues and uses this information to decide
fastest route.

Go to closest

In the fire scenario, it is assumed that people es
using only the closest exits. From the first floor ped
are assumed only to use protected stair rooms.

70/30 According to theory of affiliation in case of firejost
people move towards familiar exits and peo
Therefore 70% use main exits and 30% any exit.

Go to main It is assumed that people are using only main exits.

The second variable is the route choice. There are four different route sbenegios that will be

modeled that are presented in table 16. Firstly, the evacuation will be modeled with occupants
choosing the door leading to the quickest time (based on Pathfinder default locally quickest

algorithm)Thunderhead Engineering, 20218e closest possible route may not be the fastest or

the best route for the particular occupant due to crowds or other obstacles on the way to the exit.
Pathfinder uses the locally quickest metho path planning. In this method it is assumed that the
occupants know about all the doors that are in the room where they are and about the distances to
those doors. In addition, the occupants know about the crowds in front of the doors in the room
where they are. The locally quickest method then uses this information to determine the route to

the door which leads to the fastest egress from the builiihngnderhead Engineering, 2021a)
Thisr out e choi [

ce

scenario is called ALocal

y

gu

The second route choice scenario that is modeled, is where all the occupants escape as it is designed

in the evacuat.

on pl

an. On the guowekest| part ho

all the occupants. However, on the first floor some of the people with this route choice would go
back to the ground floor through the staircase or walkway and evacuate from there. This is not
wanted, since the walkway and stairs areperospace and therefore in a fire scenario people
could be exposed to the smoke. The stair rooms in the corners of the first floor are protected from
smoke and are designed to be used by all of the occupants on the first floor. The route choice on
the firg floor is set so that people may choose between the stair rooms in the corners of the

buil ding.

Thi

S

rout e

choice option is cal

occupants exit as designed and use only the closest exits.

ed

Even tlough the evacuation is designed so that people would use the closest possible exits it is
common that people will use the main entrances where they came from. This is called the theory

of affiliation. In the third route choice scenario the theory of affidin is taken into account, and

it is assumed that most of the occupants use the main exits, and a smaller percentage may use any
exits. In the earlier research where evacuation has been researched from the central solarium area,

it was noted that 72% ude¢he main entrancéSime, 1983, 1985)herefore, in this scenario 70%

of the people from the ground floor and from the first floor are assumed to use main entrances.
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The rest from the grounitbor uses any exits and from the first floor occupants use stair rooms.
This route choice scenario is referenced as i

In the last route choice scenario, people are assumed to use only the main entrances. The goal of
this scenario igo illustrate the highest possible escape time, in the scenario if all the occupants
decide to egress from the main entrance. This
in this report.

The last variable is related to the physical distancuggtd the pandemic. The suggestion for safe
distance between occupants has changed many times during the Covid19 pandemic. On the
informational video that is published by the Institute of Finnish Health and Welfare on 30.11.2020
the safe distance is instted to be at least 1(erveyden ja hyvinvoinnin laitos, 2020 owever

later the safe distance is increased to 2m due to new mutations of Covidl@lremesyden ja
hyvinvoinninlaitos, 2021)According to the results from a study about perceived effectiveness,
restrictiveness and compliance of different Ceifrestrictions, the compliance of Co\i8
restrictions were researchedll European countries. The compliance of physical distancing was

on average 73% and in Finland Compliance of physical distancing was(8&#rgieva et al.,
2021)However the results of thigugly were collected by asking people to fill the survey. This
means that in normal circumstances 81% tries to comply with physical distancing. However, this
does not take into account, if the people would be compliant to keep physical distance even in case
of fire evacuation. In the case of fire people are advised to leave the building as fast as possible.

I n the research fAThe I mpact of Physical Di st al
physical distancing was studied. In the first scenagmpte were asked to keep a physical distance

of 1 meter towards each other and in scenario 2 the physical distance of 2 meters towards each
other. It was observed that when the goal distance was 1 meter people were able to keep on average
1.24 meter physal distance but when the goal distance was set to 2 meter the average physical
distance was 1.82 met@Ronchi et al., 2021)According to this, it looks like even if people want

to comply with the physical distancing goal, when the physical distance goal is increased it
becomes harder for people to keep the distance towards other people.

If the people are physical distancidgring the evacuation, it would increase the evacuation time,
which may lead to fatalities if the threat of fire is dir@@titail & Porfiri, 2021) In the early part

of fire, the first cue fronthe fire for the occupants in the building is often the sound of a fire alarm.

If the building is large or the fire is in the incipient stage people become uncertain about the
situation and might ignore the fire and think it would probably be a falsm,aarce they cannot

see any other signs of fire. After the occupants are able to see more cues, like smoke or flames,
they start to react faster to the fire, since they realize the alarm is serious. This theory is called
Behavioral sequence model and @sairst proposed by Canter, Breaux and Si@anter et al.,

1980; Nilsson, 2014)Since shopping malls tend to be large buildings, some of the people might
not be able to see or hear any ottwgs than the sound of the fire alarm. Therefore, it is assumed
that a small number of the occupants do not feel the direct danger from the fire and decide to keep
physical distancing during evacuation. The small number of people who are physical misignci
assumed to be 5% of the occupants and they are assumed to keep 2m physical distance from the
other occupants. The percentage physical distancing was estimated to be quite small, because of
three reasons. Firstly, even if there would be suggestiphytsical distance it was observed that

only 81% of the people are physical distancing in the first ffaeergieva et al., 2021yecondly
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even if there are people trying to keep physical distaof 2 m on average the distance is shorter
(Ronchi et al., 2021) astly, the previous studies considered normal situation during the pandemic.
According to the behavioral sequence model peapll react more seriously to the fire, when

they see smoke and flame. Even if some people from the building are not able to see the fire some
others are who might be close to the fire during the ignition. The occupants who were able to see
more cues lik smoke and flames takes the alarm seriously and therefore escape the building as
fast as they can and therefore are not physical distancing. The simulation scenarios that are
simulated are presented in the tables 17, 18 and 19.

Table 17. Simulation scerias where the regulated occupant load factor is used

Scenario Occupant density Route choice Physical distancing
(persons/m)

1 0.4 Locally quickest path| Yes

2 0.4 Go to closest Yes

3 0.4 70/30 Yes

4 0.4 Go to main Yes

5 0.4 Locally quickest path| No

6 0.4 Go to closest No

7 0.4 70/30 No

8 0.4 Go to main No
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Table 18. Simulation scenarios where the maximum measured occupant density and mean occupant density in 2019

are used.
Scenario Occupant density Route choice Physicaldistancing
(person/m)

9 Maximum (2019) Locally quickest path| No
10 Maximum (2019) Go to closest No
11 Maximum (2019) 70/30 No
12 Maximum (2019) Go to main No
13 Maximum (2019) Locally quickest path| Yes
14 Maximum (2019) Go to closest Yes
15 Maximum (2019) 70/30 Yes
16 Maximum (2019) Go to main Yes
17 Mean (2019) Locally quickest path| No
18 Mean (2019) Go to closest No
19 Mean (2019) 70/30 No
20 Mean (2019) Go to main No
21 Mean (2019) Locally quickest path| Yes
22 Mean (2019) Go toclosest Yes
23 Mean (2019) 70/30 Yes
24 Mean (2019) Go to main Yes
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Table 19. Simulation scenarios where the maximum measured occupant density and mean occupant density during

the pandemic are used.

Scenario Occupant density Routechoice Physical distancing
(person/m)

25 Maximum (Covid) Locally quickest path| Yes
26 Maximum (Covid) Go to closest Yes
27 Maximum (Covid) 70/30 Yes
28 Maximum (Covid) Go to main Yes
29 Maximum (Covid) Locally quickest path| No
30 Maximum (Covid) Go toclosest No
31 Maximum (Covid) 70/30 No
32 Maximum (Covid) Go to main No
33 Mean (Covid) Locally quickest path| Yes
34 Mean (Covid) Go to closest Yes
35 Mean (Covid) 70/30 Yes
36 Mean (Covid) Go to main Yes
37 Mean (Covid) Locally quickest path| No
38 Mean (Covid) Go to closest No
39 Mean (Covid) 70/30 No
40 Mean (Covid) Go to main No
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In addition, one more set of simulation was made. The purpose of this simulation was to find out
how much the door width can be decreased so that the RSEOaeutipant density of 0.125
person/m matches the RSET that is find with the full door width and with the occupant load
estimated with the occupant load factor. The second goal is to found the threshold value for the
maximum occupant load determined with theasured maximum occupant density, so that queues
are begin to form and the door width starts to restrict the flow, in this specific simulation model.
This was investigated by running the simulations of each route choice scenario with the occupant
densityof 0.125 person/fand no physical distancing. With each run the door width is decreased.
The door width is decreased evenly from different sides of the building and the exit distances are
tried to keep as short as possible. However, when the evacuatieh ate removed in order to
decrease the total door width the evacuation distances might exceed the limits provided by the
Finnish legislation. The total door width that are used with the route choice scenarios where people
can use other doors alongsidéhathe main doors is 36.3 meters for the ground floor and 12.5
meters for the first floor and the total door width for the scenario where people are using only the
main door in evacuation is the total width of the main doors which is 19.5 meters. The tgoal

find the door width that leads to the equal RSET time as with the regulated occupant load factor
of 0.4 persons / fn

The first step is to run draft runs with decreased door width to get approximated RSET time. When
the door width is decreasing tRSET times starts to get longer and it can be found out when the
RSET times get close to the equal with the RSET time that is simulated with the regulated occupant
load factor and full total door width.

The second step of this study is to verify that fhygraximated RSET time really equals the RSET
time that was obtained with the regulated occupant load factor by making the convergence study
and seeing that the values converge close to the goal value.

4.3.4 Number of repeated simulation runs

During the evauation, people make decisions on how to act. It has been researched earlier that
there are multiple factors that affect these decisions. These kinds of factors are for example a
person's past experiences, environmental conditions, and social inflkématder at al., 2015;
Kuligowski, 2016) This explains why human behavior and route choice decisions may vary
significantly during evacuation. Since the factors related to human behavior bensyécified

for each individual occupant separately, the variation in human behavior is simulated by
determining distributions for occupant characteristics likenpogement time and movement
speed. These variable factors are determined randomly withlimtis given in table 15 for each
occupant and the occupants are placed randomly to the simulation model. The issue is, one
simulation represents only one specific case and the total evacuation times might change
drastically if the simulation is repeatadth the randomly generated occupant characteristics and
occupant positions, this phenomenon is called behavioral uncefonghi at al., 2014)n order

to decrease the uncertainty caubgdthe variance in human behavior and human positions the
simulations need to be run multiple times to see the variation in the evacuation times. The
challenge is to determine the number of repeated simulation runs that are {Sedstberg at

al., 2021.)

The number of repeated simulation runs are previously categorized in four different categories
(Kinsey, 2016)
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1. Brute force: All posible permutation of the stochastic variables are simulated and
therefore the complete range of results is obtained.

2. Fixed number: A fixed number of repeated simulations is set to represent all
potential outcomes. According to IMO guidelines 500 repeatedsmmended
(MSC, 2016)

3. Qualitative visual assessment: Visually assessing the results between the runs and
deciding if more runs are needed.

4. Dynamic assessment of variance in output varial#lesessing the results of the
simulation runs and deciding if the convergence requirement has been met.

In this study the number of repeated simulations is determined by assessing the results of repeated
simulations and the convergence of the consecstimealations. The convergence is assessed by
investigating the consecutive average of total evacuation timéSY . The convergence is

calculated with the equation 7:

“YOY — — (Equation 7)
Where"YOY is the convergence percentage of the consecutive average of the total evacuation
times(Lovreglio at al., 2014)When the percentage is less than 5% in five consecutive runs the
simuation values are considered to converged enough and no more repeated simulation runs are
needed.

4.3.5 Hand calculation

Since the evacuation is studied only with the simulations since there are no resources to do full
scale egress research with differentupant loads, the egress is also studied with the quick hand
calculations to show if the results show similar results as the simulations to bring extra justification
for the simulations results.

In the hand calculations the RSET is determined simiéexiyn simulations and therefore detection

time and notification time is assumed to be Os, since the simulation scenario starts from the alarm.
In the calculations highest possible qmevement time is assumed and it is assumed that people
are dividing evely within the specific door type. Since the occupant placing is varying in the
simulatiorls movement time is not included to the calculations and the approximated RSET time
is calculated according to the most restrictive egress component, which is deaseeldon the
Pathfinder simulations. Lastly the maximum specific flow of 1.3 persons/s/m and speed is 1.19
m/s is assumed (Gwynne &Rosenbaum, 2016). The calculations are performed according to the
methodology presented in SFPE handbook by Qwynne & Rosenf@wynne &Rosenbaum,

2016).
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5. RESULTS

In this part, the results of the thesis are presented. The first part of the results deals with the
collected data. From the collected data the real maximum occupant loads from real premises were
received and thewere compared with the occupant load factor. Secondly the variation in occupant
load before and after the Covid19 pandemic is aedlyIn the second part, the results of the
evacuation simulations are evaluated. The main interests related to how gahatioccupant

load affects to the evacuation and what is the impact of physical distancing to the evacuation.

5.1 Collected data analysis

The data was inquired from 23 different Finnish retail business actors. Nineteen actors are
shopping malls and foare department store branches that own multiple premises around Finland.
The data was received from 6 shopping malls around Finland. The data that was asked was the
highest number of occupants that had been inside the building simultaneously for eemraay

the research period and the gross occupant area. From the malls A, B, C and D the highest occupant
loads of the day was given from every day during the research period and from E and F the highest
occupant loads from every week was given. This ig thke mall E and F will be left out from the
comparisons of the mean values and standard deviation, because the amount of data from this
premise is smaller than from other premises and this would distort the results. When the maximum
values are compared| enalls are used.

In the table 20 mean value, standard deviation and maximum and minimum value of occupant
densities are presented in persorisfar all premises. The maximum values are interesting,
because Finnish national building code states that wheemotal door width of the building is
determined the maximum number of occupants should be used. However, if the occupant load is
not known the occupant load factors can be used. Mean occupant density, standard deviation and
the minimum occupant densitsalues were presented in the table so that variation of occupant
density can be observed. The values are presented in the form of occupant density, so that it can
be compared with the occupant load factor.

The results are presented before the pandemicarag the pandemic. Before the pandemic is

the time before the 12.3.2020 since after this date the Finnish government first Covid restrictions
and suggestions were announced by the Finnish government. Therefore, this is considered to be
the beginning oftte pandemic in Finland and the occupant loads after the date represents occupant
loads during pandemic. The maximum value of occupant density is presented in table 20 to
illustrate the actual worstase scenario that has been measured from Finnish pretigesthe
research period.

The maximum value of occupant density before the pandemic was measured from mall E, where
occupant density was 0.124 persorfsimterestingly the highest occupant density of mall B was
measured during the pandemic. The higleesupant density during the pandemic was measured

in mall B and it was 0.112 persong/rin the earlier research that was made to get input data for
the shopping mall at Leppavaara, the maximum occupant densities were measured from three mall
premises aund Helsinki metropolitan area. The measured values were 0.111 pefs@gaa
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persons/rhand 0.082 personsfiwhich are close to the sizes that was measured for this research
(Holopainen & Hassinen, 20Q02)
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Table 20. Measured occupant density values from each mall

Before the pandemic Pandemic

(1.1.201912.3.2020) (12.3.202631.12.2020
Mall | Mean SD Max Min Mean SD Max Min

(person/m) (person/m) | (person/m) | (person/m) (person/m) | (person/m)
A 0.014 0.024 0.048 0.002 0.009 0.011 0.031 0.001
B 0.063 0.217 0.096 0.014 0.042 0.103 0.112 0.01d
C 0.020 0.023 0.078 0.001 0.009 0.005 0.028 0.00d
D 0.025 0.030 0.072 0.002 0.015 0.01¢ 0.052 0.001
E* 0.082 0.417 0.123 0.049 0.042 0.053 0.102 0.01d
F* 0.065 0.435 0.098 0.050 0.042 0.111 0.062 0.020

* Highest occupant density of the week

The distributions of occupant density in different shopping malls are presented in the figures 5

In figures 5 and 6 the occupant densities are presented from the malls where the daily maximum
occupant density is measured and in figure 7 the malls whereveekly maximum occupant
density is measured. The blue line represents the year 2019 and orange 202Q-&xistligere

are occupant density. In tleaxis there is time, which is presented in a number of days or weeks.

The similar trends thaitan be observed from all premises is that around the day 170 there is a huge
decrease in the graphs which means that the occupant load in the malls have been very low on that
specific time. Around the time of the decrease in the graphs there is thehRimdsummer

festival, which is the reason that most of the stores are closed, and opening times might be limited
and therefore the occupant load is very low. Similar decreases can be noted in the end of the year
around the day 360, which is about the twh€hristmas. The common trend that also needs to be
observed from the figures is a decrease at around the day 80 or in week 12 of 2020. This decrease
happens to be around the same time when the first Covid restrictions and suggestions came into
force in Rnland and people started to do physical distancing and avoid physical contacts. This
means that after the Covid restrictions and suggestions came into force occupant densities in all
the shopping malls first decreased and after some time the occupatéesietarted to increase

slowly close to the values before the pandemic.

46



Mall A

Mall B
-~ 0.05 0.125
€ m= 2019 == 2020 = 2019 == 2020
E g
c £ 01
S o004 = O
5 S
p
S u; 2 oo
g =
v =
= | "
_g 0.02 ‘I % 0.05
3 AT MUK 3
e} 001 y l ) \ \ i 2 002
! pe
£ | [ £
@ Q
Q o 0
o s ANmMmST N O~ - N m NMORNODDEANMT U ON O N M T 0
O AWM OO N AN NS AN OOMNSN AN MmN o MmN W A A A A A A A A A ANANANANANANANNNOMNMMN N MM
o AR = = B R R B R NI U I SR > R A
Day
Day
Figure 5. Distribution of daily maximum occupant density in mall A and B
Mall C Mall D
0.08 0.08
w= 2019 == 2020 «-‘g == 2019 == 2020
N =
£ o
= 006 8 o006
g
g S “
= 0.04 ] 0.04 |
Z S A1 |
Pl © |
S k-] ’\‘J ] iy
> oo S om ,“' ; ‘ ;'] f‘
R PR | I VIRV
[} c
= 2
8 3
a 0 O 0
3 A N~NO MO N LW 0o NOMWOUAOANLWLOASTNOMmWOLON W o n MMM~ A N o mMSs AN M = N MR AN M A
8 -—cN#mwl\mo‘—imgmhwmocﬂmwmhwcHNmmu:\ AN ST N0 NS N W= NMWN WO N MmN O
o A A A A A A A NN NN NN ANMM NN NN o A A A A A AN NN NN NN MmN oM
Day Day
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5.1.1 Finnish regulation vs collected data

In table 21 the occupant load factor of general assembly and business premises from the guidance
document of 848/2017 is compared with the measmadmum occupant densities from different

malls. The number in the last column illustrates the ratio of measured occupant density and the
regulated occupant load factor. The occupant load factor for general assembly and business
premises is 0.4 personfmThe measured occupant loads vary between the value of 0.125
person/m from premise E to 0.048 persorf/from mall A.

In all six premises if the occupant density is estimated with the occupant load factor, it would lead
into overestimated occupant loadseTlhrgest overestimation is in mall A, where the maximum
occupant density was lowest. In mall A the ratio of occupant load factor 8.4. The ratio is the
smallest in the premise E, which means that the overestimation is the smallest as well. The ratio in
mall E is 3.2 which means that the estimated occupant loads when the regulated occupant load
factor is used are 3.2 times higher than the actual occupant load. On average the ratio between the
occupant load factor and the measured maximum occupant loadlwas 5.

Table 21. The ratio of the Maximum measured occupant load factor and occupant density

Occupant load factor| Mall Measured maximum occupant | Occupant load factor
(848/2017) density (person/f) Measured occupant
(person/m) density
0.4 A 0.048 8.3
0.4 B 0.096 4.2
0.4 C 0.078 5.1
0.4 D 0.072 5.6
0.4 E 0.123 3.2

4 F 4.1
0 0.098

Average ratio: 5.1

5.1.2 Precovid collected data vsollected data during covid

The change in mean values of occupant densities before and during covid is presented in a table
22. The occupant densities in table 22 are presented in area per person which means higher number
corresponds with lower number of people. When comparing Hregehin mean values of occupant
densities before the pandemic and during the pandemic the mall A, B, C, and D are used. The mall
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E and F are left out from the comparison, since the occupant data from those premises is only
collected once per week insteddace per day and therefore, cannot be compared with the other
four premises.

When the mean values of occupant densities are compared before and during covid it can be noted,
that in each premise the mean value of occupant density is decreased. Thatabengites are
decreased from 50% to 122% from the-powid levels depending on the premise and on average

the mean value of occupant densities has decreased 74% from-tdowidréevels.

Table 22. The change of mean occupant density before and dugipgndemic in personfm

Mall Mean (Precovid) Mean (Covid) Change of mean (%)
(person/m) (person/m)

A 0.014 0.009 56 %

B 0.063 0.042 50 %

C 0.020 0.009 122 %

D 0.025 0.015 67 %

Average change of | 74%

mean(AD) (%):

However, one mean value does not give a very good image about the average occupant densities
during the pandemic, because the occupant loads are fluctuating constantly. In the fiuties 8
average occupant densities are presented in two months pénidbs. blue column the mean
occupant density for 2019 is presented and in the orange column the mean for the 2020. From
these figures it can be observed that the size of the blue columns does not change a lot, which
means the occupant density stays moress the same during the whole year and the value does
not fluctuate that much. When observing the orange column, it can be seen that in 2020, there has
been a lot more fluctuation in occupant density. The value of occupant density in January and
Februay are very close to the values that were measured in 2019. However, at this point of the
year the covid19 restrictions have not come into force in Finland. In all premises the occupant
density decreases a lot in March and April. On the 12th of March Rigosernment announced

the first covid19 suggestions and restrictions. After April the occupant density started to increase
towards the occupant density levels of 2019. In all premises the occupant density remained little
bit lower at the end of 2020 tham2019 except in premise C, where occupant density decreased
significantly in November and December. The reason for this significant drop in the occupant
density is unknown.
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In table 23 the changes in the maximum occupant densitiesrapaced before and during covid.

It can be noted that the maximum occupant density has decreased in all premises except in mall B,
where the occupant density has increased for 14%. In general, the average change of the maximum
occupant density is smallerath the average change of the mean occupant density. The variation
range of maximum values is higher, since it varies from the increasing of 14% to the decreasing
of 179%.

Table 23. Change of maximum occupant density before and after pandemisan/?

Mall Max (Precovid) Max (Covid) Change of max
(person/m) (person/m)
A 0.048 0.031 55%
B 0.096 0.112 +14%
C 0.078 0.028 179%
D 0.072 0.052 38%
E* 0.123 0.102 21%
F* 0.098 0.062 58%
Average change of | 56%
max

5.2 Simulation analysis

In this part of the report, the results from evacuation simulations arezedayimulations were

made by varying three different variables, which were occupant load ctoite and if there are
occupants physical distancing due to covid19 pandemic. The occupant load values that were used
were received from collected data analysis and six different occupant loads were used and they are
presented in table 24.

In simulation aalysis it is considered that RSET starts in the begin of the simulations, which
means the detection time and notification times are not included to the RSET. The RSET end when
the simulation ends which means the time when all the occupants are outafldirey. This
definition of RSET is used also with the hand calculations that are made tofbtmek simulation
results.
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Table 24. Occupant density values that wasd in Pathfinder simulations and number of occupants in ground floor
and first floor

Scenario Occupant density Occupant load in Occupant load in first
(person/m) ground floor floor

Finnish regulation 0.4 4000 1740

2019 maximum 0.125 1250 544

2019 average* 0.0227 227 99

Covid maximum 0.112 1124 488

Covid average* 0.013 130 56

* Average values were calculated by taking the average from the average occupant densities
from premises AD.

The simulations were repeated multiple times. The number of repeated simulations were
determined by convergence study, where convergence of the results was investigated by assessing
the consecutive average of the total evacuation times. The results ofieadation run and
convergence study is presented in Annex 2. The results are considered to be converged, if the
consecutive average variates less than 5% in five consecutive runs.

The results of different simulation scenarios are presented in table t2®. table on the left side

are presented all the scenarios without considering physical distancing and on the right side the
results are presented with physical distancing. Different background colors represent different
occupant loads where yellow repemts maximum occupant load before the pandemic and red
represents maximum occupant load during the pandemic. The orange represents mean occupant
load before the pandemic and gray represents mean occupant load during the pandemic and the
green representde regulated occupant load factor. The values labeled with a * represents
theoretical values. For example, the occupant density of 0.125 represents the maximum occupant
load before the pandemic and therefore the physical distancing does not apply solteeTee

0.125* represents the theoretical situation where the physical distancing is applied to the scenario
in order to reveal how much the physical distancing would affect the evacuation time with the
specific occupant load. Similarly, the occupamnigity factor 0.112 represents the maximum value
during the pandemic so the physical distancing effect on the results, so 0.112* represents the
theoretical value if the physical distancing would not affect the results. The average RSET is
calculated by takig the average of each simulation run for the specific case.
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Table 25. Simulation results of different simulation scenarios.

Occupant Occupant

density Physical |Average density Physical |Average

(person/mz2) |Behavior distancing |RSET (s) |(person/m?) |Behavior distancing |RSET (s)

Locally Locally

0.125quickest path [No 204 0.125quickest path |Yes 209
0.12570/30 No 282 0.12570/30 Yes 287
0.125Go to closest [No 216 0.125Go to closest |Yes 214
0.125Go to main  [No 347 0.129Go to main  |Yes 370

Locally Locally
0.013quickest path [No 178 0.013quickest path |Yes 160
0.01370/30 No 200 0.01370/30 Yes 224
0.013Go to closest [No 164 0.013Go to closest |Yes 183
0.013Go to main  |No 243 0.013Go to main  |Yes 262

5.2.1 Impact of different occupant loads on evacuation

The effect of occupant loads to the evacuation can be observed from table 25. When the other
variables are fixed, and the occupdahsity variates, it can be observed that with lower occupant
density the evacuation times are faster than with higher occupant densities. This means that when
the occupant load is higher, the evacuation takes more time.

55



In table 26 the evacuation timeskihe maximum measured occupant density and mean measured
occupant density is compared to the evacuation times with the regulation based occupant load
factor. Since the regulation based occupant load factor is higher, the evacuation times with
regulationbased values are higher. In the comparison where the evacuation times are compared
with the maximum measured occupant density and regulated occupant load factor, it was noted
that evacuation times are 36% to 51% higher with the occupant loads estimhtdtevaitcupant

load factor. The difference is smallest with the case where evacuation is not restricted, and
occupants may choose any exit. The difference was highest in the scenario where only the main
doors were used. When the mean measured occupantydensompared with the regulated
occupant load factor the difference is even higher. The lowest difference between the scenarios
was measured from the scenario where occupants may choose any exit and the results were 46%
higher with the regulated occugathensity. The highest difference was again with the scenario
where only main exits were used and the difference was 65%.

Table 26. On the left side there are comparison of RSET with the maximum measured occupant density and
occupant load factor and on the right side comparison of mean measured occupant load density and occupant load

factor
2019
0.125 04 : Difference
person/m | persorm? |Difference (%] person/m | person/m |(%)

Go to any 204 < 46%
70/30 282 ¢ 54%
Go to
closest 216 ¢ 59%
Go to main 347 ¢ 65%

The reason for the differences was studied from the Pathfinder visualizations. From the figure 11
it can be observed that with the regulatimased occupant load factor, which was the highest, the
most queues were formed. The queues restrict the natwnatHrough the doors and staircases

and therefore slows down the evacuation. When the simulations were simulated with the measured
mean occupant density the occupants did not form any queues and they were able to leave the
building faster. The queues weakso formed more easily if the number of evacuation routes were
restricted. In scenarios where people were able to choose any exit the people separated more evenly
to all the exits, since the queues were not formed, and evacuation was faster. Wheghbeezit

were limited, more queues were formed, and evacuation time was longer. The longest evacuation
time was measured when people were only able to use the main doors. The Pathfinder
visualizations also revealed the locations for the locally largesipact loads in these scenarios.

The other simulation scenarios can be observed from Appendix 4.
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Figure 11. Comparison of different occupant densities. (Occupant density 0.0227/0.125/20.4 eRamumenchoice: Locallguickest path, Physical
Distancing: No)

57



5.2.2Analysis of the impact of the occupant load using hand calculations

Alongside with the egress simulations, the RSET was studied with simple hand calculations and
the simulation results were compared with thechealculations. Since the simulation scenarios

begins from the alarm the detection time and notification times are neglected and are not included
to the RSET. The premovement time is taken according to the slowest possible occupant and the

occupant are asmed that they divide evenly within one specific door type. When the simulation

scenarios were observed (picture 11, appendix 4) it was noted that in the simulation scenarios
ALocally quickest patho and @fAGo tandtheeefora,d t he
was assumed that most restrictive egress component is one of the doors. However, for scenarios

A70/ 300 and AGo to maino the | argest queues
corridor. The specific flow of 1.3 is assumed ihsgenarios (Gwynne &Rosenbaum, 2016). The
assumptions are listed in table 27.

Table 27. Assumptions for the hand calculations

Assumptions:

1. The simulation begins from the alartherefore notification time and detection time
are not considered in the RSET.

2. Premovement time is considered to be the slowest possible. (Slowest possible v
taken from variation range)

3. Occupants divide evenly within the specific door type (Mbaack or stair room)

4. The most restrictive egress componen
gui ckest patho and fAgo to closest. oo

5. The most restrictive egress componen
and Ago to main. o

6. The specift flow is 1.3 persons/s/m (maximum) and speed is 1.19 m/s

The equation to solve RSET is:
YYO'YO O O 0 (Equation 8) (Gwynne &Rosenbaum, 2016)
Where

RSET = Required safe egress time

ta = Time to detection (0s)

tn = Time to notification (0s)

tp-e = Premovement time (111s)

te = Time to go through the most restrictive egress component

The time § is the time that it takes for the occupants to move through the most restrictive

evacuation component. This time does tage into account the praovement time or the time
58
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that it takes for the occupant to move to the egress component. For the door calculagjrig the t
simple, and it can be made simply by dividing the population with the calculated flow. For the
walkwayis calculated almost similarly. The only difference is, that the travel time that it takes for
the occupants to walk through the walkway needs to be added to the final time. To calculate the
effective width the boundary layers need to be subtracted edetirem the total width of the
component. For walkways the boundary laysesdeducted twice. That is because there are two
walkways right next to each other. The equations,afpecific flow and walking speed that are
used in calculations and equatidos effective width and calculated flow is shown in table 28.

The effective widths for the doors and walkways are presented in the table 29 and calculated flow
in table 30 (Gwynne &Rosenbaum, 2016).

Table 28. Input data for the hand calculations (GwynriRo&enbaum, 2016)

te Door: Population / FC Evacuation time
Walkway: Population / FC +
travel time through the

walkway
Fs 1.3 persons/s/m Specific flow
S 1.19 m/s Walking speed
We Door width- (2*boundary Effective width

layer)

Walkway width-

(4*boundary layer)

FC FS*We Calculated flow

Table 29. Calculated effective widths

Door width Walkway width
Main door Back door First floor door Walkways
3.9m 1.2m 2.5m 3m

Effective width (We)

3.6m 0.9m 2.2m 2.2m

Boundary layer for doors: 0.15(@wynne &Rosenbaum, 2016)
Boundary layers for walkway: 0.2m (Gwynne &Rosenbaum, 2016)

Table 30. Calculated flows in different egress components
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Main door (persons/q Backdoor (persons/s] Stair room door Walkway (persons/s)
(persons/s)

4.68 1.17 2.86 2.86

I n the scenarios fALocally quickest patho and

divide evenly within the specific door type. To estimate how many people used main, back or stair
room doors in evacuation, the random pathfinder resotssrwere investigated in order to find

the number of occupants at each door type. The occupants numbers at the different doors for the
scenarios fAlocally quickest patho and figo to
density of 0.125 persém? and in table 32 for 0.4 persordm

I n the scenarios A70/ 300 and AGo to maino the
observations from evacuation simulations were the walkway on the northern corridor. The reason

for this is because a large part of the pedplescaping throgh the main doors and therefore a

large number of occupants are going from ground floor to the first floor. Since it was clearly seen

that the largest queues were formed around the walkway, it was assumed that two thirds of the
occupants who are escapirigdugh the main door from the first floor are using the walkways.

The occupant number at the wal kway in the sce
table 33.

Table 31. The number of occupants at different doors with the occupant densitysqber<@n/rh

Locally quickest path

Number of [ Occupants | Number of | Occupants | Numberof | Occupants

doors (main doors) | doors (Back door) | doors (Stair room
door)

5 460 14 800 5 534

Occupant per| 92 Occupant per| 57 Occupant per| 107

door door door

Go toclosest

Number of [ Occupants | Number of | Occupants | Numberof | Occupants

doors (main doors) | doors (main doors) | doors (main doors)
5 439 14 811 5 544
Occupant per| 88 Occupant per| 54 Occupant per| 109

door door door
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Table 32. The number of occupantsidterent doors with the occupant density of 0.4 persén/m

Locally quickest path

Number of [ Occupants | Number of | Occupants | Numberof | Occupants

doors (main doors) | doors (Back door) | doors (Stair room
door)

5 1803 14 2469 5 1468

Occupant per| 361 Occupant per| 176 Occupant per| 294

door door door

Go to closest

Number of [ Occupants | Number of | Occupants | Number of | Occupants

doors (main doors) | doors (main doors) | doors (main doors)

5 1762 14 2148 5 1830

Occupant per| 352 Occupant per| 153 Occupant per| 366

door door door

70/30

0.125 person/Mm

0.4 person/rh

251 Occupants

804 Occupants

Go to main

0.125 person/Mm

0.4 person/rh

359 Occupants

1148 Occupants

The evacuation time ts calculated by dividing the occupant load at the door with the calculated

Table 33. The number of occupants at walkway in different scenarios

flow. The evacuation times are presented in table 34 for occupant derZity26fperson/fand

in table 35 for0.4 person/rh The door where there is thighest value of¢ restricts evacuation

the most, and therefore that value is chosenfehén the final RSET is calculated.
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Table 34. Calculated: it the egress doors with 0.125 persoh/m

0.125 person/fm Main door (s) Backdoor (s) Stair room doofs)
Locally quickest path| 20 49 37
Go to closest 19 50 38

Table 35. Calculated: ait the egress doors with 0.4 persofi/m

0.4 person/r Main door (s) Backdoor (s) Stair room door (s)
Locally quickest path| 77 150 103
Go to closest 75 130 128

To calculate the-for the walkway, the travel time that takes to walk through the walkway needs
to be included in the calculations. The travel time is calculated simply by dividing the length of
the walkway with the walking speed:

Travel time:1 & 7189a 7T 1 &i
Thereforethe t for the walkway is calculated with the equation 9:
0 006 NEAEOOKIDO o1 b @EFQuation 9)
The t are presented in table 36 for occupant density of 0.125 persan¢hin table 37 for
occupant density d.4 person/rh

Table 36. Calculated: it the walkway with 0.125 persorf/m

0.125 person/m Main door (s)
70/30 100
Go to main 138

Table 37. Calculated it the walkway with 0.4 persordm

0.4 person/rh Main door (s)
70/30 294
Go to main 414

Finally, the RSET is calculated with the equation 8. The RSET valu€s1ab person/fare
presented in table 38 and fa# person/rin table 39.
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Table 38. RSET with 0.125 persoi/m

Locally quickest path 160
70/30 211
Go to closest 161
Go to main 249

Table 39. RSET with 0.4 persod/m

Locally quickest path 261
70/30 405
Go toclosest 242
Go to main 525

In table 40 the simulated RSETs are compared against the hand calculated RSETSs. It can be noted
that the simulation results are more conservative than the results in hand calculations. The
limitation of the hand calculationgasthat the value of the evaation time § was assumed to be

equal with the time taken from the occupants to go through from the most restrictive egress
component. Because of this assumption the time that it takes for the occupants to move to the door
were left out from the simulatoec enar i os fil ocally quickest pat
scenarios A70/ 300 and fiGo to maino the time t
point to the walkway and the time that it took for the last occupant to move from the entfiag of
walkway to the exit door were left out. Adding these times to the hand calculations would make

the results more even. The other reason, that could explain the less conservative results with hand
calculations is that in reality, the occupants do npasse evenly within the specific door type.
Because of this some of the queues behind the doors in simulations might be larger than the queues
that were used in calculations, which increase the RSET in simulations.

Table 40. Comparison of simulated RSEMd calculated RSETs

Simulation0.125 [ Calculation0.125 | Simulation0.4 Calculation0.4
person/m(s) person/m(s) person/m(s) person/m(s)
Locally quickest | 204 160 319 261
path
70/30 282 211 488 405
Go to closest 216 161 435 242
Go tomain 347 249 704 525
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5.2.3 Impact of the door width to the evacuation

The impact of the door width to the evacuation was studied by investigating the correspondence
between the total door width and the occupant load. This was investigated by running the
simulations of each route choice scenario with the occupant den$it§25 person/hand no
physical distancing. With each run the door width is decreased. The goal was to find out how much
door width needs to be decreased so that the RSET corresponds with the occupant @eh28y of
person/m and0.4 person/rhin this speific simulation model.

In the first step the draft runs were made to find out, when the evacuation times with decreased
door width start to get close to equal with the RSET times that were simulated with the total door
width and regulated occupant loadtfar. The results of the draft runs are presented in table 41.

Interesting observation based on the results of the draft runs that was noted was, that when the
simulations were run with the door width from 90% to 30% of the total door width, there was
almost no increase in the RSET time. When the door width was decreased below the 30% from
the total door width the RSET times started to increase faster. From the Pathfinder visualizations
in figures 1214 it can be observed, that when the door width wasdsed to the 60% from the
original the door width was still enough for the occupant load, and people did not get stuck to the
gueues. When the door width is decreased to 30% from the original, the occupants start to gather
together in front of the door argieues begin to be formed. If the door width is decreased even
more the queues will get larger, and therefore the evacuation times start to increase faster. The
other scenarios can be found in Annex 6.

After the draft values were studied, the values Weake closest to the goal values were taken to

the further investigation and the convergence studies were made (Appendix 3). The results after
the convergence study are presented in table 42. The first row shows that when the occupant
density 0f0.125 perso/n? is used, the occupant load is 31 % from the occupant load that is
estimated with the occupant load facto®ef person/rh The four rows below show the percentage

from the original door width that is needed so that the RSET with the occupant déisit25

person/m equals the RSET time with the occupant density.4foerson/rh The table shows that

the RSET times equals with each other when the total door width is- 2B % from the original

in the scenarios ALocalih"wandgous 25Kevwhéen the scenarid a n d
A70/ 300 is used. When only the main doors are
enough with the occupant density@o125 person/f
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Table 41. The draft run results when the door width wasedesed.

% from the | Route choice| Draft RSET | % from the | Route choice| Draft RSET

total door time (s) total door time (s)

width width

90 % Locally 210 90 % 70/30 266
quickest path

60 % Locally 200 60 % 70/30 252
quickest path

30 % Locally 227 30 % 70/30 317
quickest path

20 % Locally 306 25% 70/30 455
quickest path

15 % Locally 375 20 % 70/30 537
quickest path

90 % Go to closest] 212 30 % Go to main 406

60 % Go to closest] 212 25 % Go to main 433

30 % Go to closest] 229 20 % Go to main 558

20 % Goto closest 436 15 % Go to main 691

15 % Go to closest] 446 14 % Go to main 705

Figure 12. Occupant density: 0.125 persof)/Route choice: Locally quickest, Physical distancing: No, Door
width: 60%
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Figure 13. Occupant density: 0.125 persof)/Route choice: Locally quickest, Physical distancing: No, Door
width: 30%

Figure 14. Occupant density: 0.125 persof)/Route choice: Locally quickest, Physical distancing: No, Door
width: 20%
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Table 42. Correspondence of the door width and occupanttgeénshe studied simulation model

Route choice [ Occupant Number of | Occupant load Number of | Ratio
density occupants | factor occuparg
All 0.125 person/ | 1794 0.4 person/rh | 5740 31%
m2
Route choice| Total Door RSET Total Door RSET Ratio
Width width
Locally 7.3-9.7m 303-363s [48.8m 319s 15%-20%
quickest path
70/30 9.7-12.3m |472-556s |[48.8m 488 s 20%-25%
Go to closest| 7.3-9.7 m 393-466s [48.8m 435 s 15%-20%
Gotomain |2.7-2.9m 673-707s [195m 704 s 14%-15%

5.2.4Impact of physical distancing on evacuation

The impact that pandemic has on the evacuation was also studied with the Pathfinder. The special
interest was focused on the effects of physical distancing during the evacuation. The basic
instructions guide pegxe to leave the building as fast as possible when the fire alarm activates.
This means that during the evacuation, people may be more focused on evacuation and not be
worried about physical distancing, since the possible fire inside the building candideced as

a greater threat to the peopleds | ives and he
evacuation. However, often if the sound is the only cue from the fire, people might be ignoring the
cue and think that the alarm must be adgatarm.(Canter et al., 1980)herefore, some people

might keep physical distancing during the evacuation, e.g., if they do not take the possible fire
threat seriously. In the present examph, of the people were considered to keep a distance of 2
meters during the evacuation.

The impact of physical distancing of 5% of the occupants was studied with Pathfinder simulations.
Small percentage of people physical distancing was decided becahbeeegrlier results it was
seen that even during normal situations not all people are complying with physical distancing and
even if they area, they are not able to keep the distance of 2 meters. In addition, in the case of fire,
if the people are able ®ee the stronger cues from the fire like fire and smoke, it is more likely
that they will take the fire seriously and therefore wants to escape as fast as they can and therefore
they do not care about the physical distan¢®gorgieva et al., 202Ronchi et al., 202 anter
et al., 198] In the tables 437 the evacuation times with fixed occupant loads and route choice
is presented. In the left side of the table is the scenario, where the physical distancing is not applied
and in the right side is the scenavitere the physical distancing is applied. The difference
between the two scenarios is presented in seconds and percentages. If the difference is presented
with negative value, it means that the RSET is shorter considering physical distancing than in
normd conditions.
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Table 43. Effect of physical distancing with the occupant density of 0.4 petson/m

PreCovid Covid (0.4 Difference
(0.4 pm?) p/m?) Difference (s) (%)
Go to any 44 12%
70/30 62 11%
Go to closes 59 12%
Go to main 108 13%
Table 44. Effect of physical distancing with the occupant density of 0.125 pefson/m
PreCovid Covid (0.125 Difference
(0.125 ph) p/m?)* Difference (s) (%)
Go to any 204 s 209 s 6 3%
70/30 282s 287 s 5 2%
Go toclosest 216 s 214 s -2 -1%
Go to main 347 s 370s 23 6%
Table 45. Effect of physical distancing with the occupant density of 0.112petson/m
PreCovid Covid (0.112
(0.112 pm?)* p/m?) Difference (s) Difference (%)
Go to any 9 4%
70/30 13 5%
Go to closes 17 8%
Go to main 8 2%
Table 46. Effect of physical distancing with the occupant density of 0.0227person/m
PreCovid Covid (0.0227 Difference
(0.0227 pi?) p/m?)* Difference (s) (%)
Go to any -14 -9%
70/30 2 1%
Go to closes 1%
Go to main 4 1%
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Table 47. Effect of physical distancing with the occupant density of 0.013 pefson/m

PreCovid Covid (0.013 Difference
(0.013 pm?)* p/m?) Difference (s) (%)
Go to any -18 -11%
70/30 25 11%
Go to closest 19 11%
Go to main 19 7%

When the RSETSs with the regulated occupant load factor 0.4 perdsmwbserved it can be noted

that since the occupant density is the highest with the regulated occupant load factor, also the
average RSET time is the highest. When the occupant load factor was used it seemed clear that
physical distancing has a clear innpan RSET since the RSETs were over 10% longer with all
route choice scenarios. This means that the evacuation time has increased with the route choice

scenario ALocally quickest path "' for about
main' ' for about 108 seconds. The RSET increase
path "' and most with the scenari o AGo to mai

According to these results, it seemed clear that the physical distancing of 5% of the people will
increase the RSEEof the occupants. In order to understand the reason why the RSET is increased,
it was further studied by investigating the Pathfinder simulations. From the simulation scenarios,
it was observed that consistently the people who are physical distanciing #ast people who

leave the building. The reason for this is that, when the occupants start to exit the building, they
will gather together in narrow locations inside the building that cannot be avoided on the way out.
Such places could be in front dfet doors, staircases, and walkways. This phenomenon can be
seen in figures 15 and 16. Different door usage and queues are presented in Appendix 5 for each
scenario.

Figure 15. How people separate to the exits, Occupant density: 0.4 petsBaimechoice: Locally quickest path,
Physical distancing: yes
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Figure 16. How peleearat to the exts, Ocupant density: 0.4 petsBioiate choice: Go to main, Physical
distancing: yes

When people come together to these places, they start to form a queue, where they need to wait,
in order to get out of the building. The people who are physical distancing can not join the queue,
since they want to keep their distance from the other pedpkrefore, they form another group
behind the crowd, where they wait for the queue to go before them (figure 17A). After the queue
has gone, people who are physical distancing may continue the evacuation. However, if the
location where they are abouteater is narrow and long like a staircase or walkway, the people

will fill the space ineffectively and the evacuation time is increased (figure 17B).

Figure 17. (A,B). People who are physical distancing for their own queue behind the main quetiee Aftén
queue has gone, people who are physical distancing may continue evacuation, but they continue physical distancing

When the different route choice scenarios are investigated it can be noted that RSET increased the
most with the mauné whereeodGapants were only
Thesecond ar gest increase was observed with the s
the main exits and 30% went to any exit. The RSET increased the least with the scenario where
occupats were able to choose the locally quickest path. According to this, it seems that if the
number of exits is restrictetie RSET will be higher anghysical distancing has a larger impact

on evacuation time as well. When the Pathfinder visualizationsaestigated in appendix 4 it

can be observed that when the door choices ar e
where occupants cannot choose the any door they want, more people are gathering together at the
same exits and this makes thesges larger and therefore evacuation times longer. However, also

the number of people who are physical distancing is larger, which increases the impact of physical
distancing, since it takes more time for them to continue moving after the queue hmchafse

of the spacing around the occupants who are physical distancing.

When the occupant density was decreased to 0.125 pefson(l12 person/fithe RSET of
different simulation scenarios decreased due to smaller occupant load, when compared with the
simulations where occupant density of 0.4 persém/are used. The RSET times were smaller in
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all scenarios with the occupant density of 0.112 persomhith was expected since the occupant
load was smaller. Since in all cases the RSET time increaseinained the same when the
physical distancing were applied it was considered that the physical distancing increases the RSET.
When the simulation results are observed it can be noted that the increases in RSET are in
contradiction. With occupant densityf 6.125 person/fmthere are only small change in the

scenarios Alocally quickest path, o A70/ 300 ar
scenario AGo to main.o Similar results 2were o
and thereforehese results were predicted. Howewenen the occupant density is decreased to

the 0.112 personft here are only smaller changes in RSE
A70/ 30, 0 and Ago to maino and | arger increasste

difference for this result was investigated with the Pathfinder simulations andicsighi
differences in occupant behavior was not observed. Occupants who were physical distancing got
stuck behind the crowds to the same locations as in the simulations scenarios with the occupant
density of 0.125 personfnPeople who were physical distamg exit the building last and filled

the staircases ineffectively which took more time to escape than when occupants were not physical
distancing. Thereforghe amount of the impact of physical distancing cannot be estimated with
the lower occupant loadbecause it is assumed that also the variation in occupant characteristics
may affect to the RSET time.

When the occupant load is decreased, and the occupant density is 0.0227 pensbigher the

number of occupants is so small that the occupantsi@renaking queues in any evacuation
scenarios. When the simulation results are investigated, it can be observed that there are quite
significant differences in RSETs between simulation scenarios where physical distancing has been
applied and where it hason However, the impact of physical distancing to the RSETSs is
guestioned. When the Pathfinder visualizations are investigated from appendix 4, it can be
observed that with low occupant load, people have a lot of space around them. Therefore,
occupants whare physical distancing do not need to avoid other occupants and they are able to
exit smoothly.

It was concluded that with low occupant load the occupant characteristics have a larger impact on
the simulation results. This was also noted when the coeneegof the simulation scenarios was
studied (see appendix 2). It can be observed that the simulation scenarios where the occupant load
was low, needed more simulation runs, because there was more variation in simulation results and
therefore the resultsdi not converge as fast as with the other simulation scenarios. It is also a
logical conclusion, that if the occupant density is low, the occupant characteristics have a greater
impact on evacuation. For example, if the occupants are able to reacttfestite and are close

to the exit, they can exit the building much faster than if the occupants are not able to react quickly
to the fire, they are located far away from the exits and their movement speed is low. Since these
variables are determined anhdom for each simulation run, it might lead to variation in RSETs
especially when the occupant density is lower.

When the RSET times before the pandemic and considering physical distancing during the
pandemic are investigated two comparisons are madem@kienum measured occupant density
before the pandemic is compared with the maximum measured occupant density during the
pandemic. With this comparison, the RSET times can be compared with the worst credible case
that has actually happened and how the eatfmu times differ. In the second comparison, the
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mean occupant density before the pandemic is compared to the mean occupant density during the
pandemic in order to see how the pandemic has affected the evacuation time on an average day.

In table 48, the masured maximum occupant density before the pandemic is compared with the
measured maximum occupant density during the pandemic. Based on the observations made
before, the higher occupant density predicts a higher RSET. Hgwéhen the occupant density

is high enough the physical distancing increases the RSET as well. It was observed eatrlier, that
with the occupant density of 0.112 persohimall scenarios where the physical distancing was
applied the RSET increased. When the values are comparedhe gaoted that the RSETs are

hi gher before the pandemic for the scenari os i
for the scenarios fALocally quickest pat ho an
scenarios are very small since at tinghbst difference is 2% which means 7 seconds. Since the
difference in the RSET before the pandemic and during the pandemic was very small it was
concluded that the impact of physical distancing on the RSET with the higher credible occupant
density was ndmible.
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Table 48. Comparison of RSET with the maximum occupant density before the pandemic and during the pandemic

PreCovid Covid (0.112 Difference
(0.125 pm?) p/m?) Difference (s) (%)
Go to any 204 s 1 1%
70/30 282 s -7 -2%
Go toclosest 216 s -3 -2%
Go to main 347 s 4 1%

The difference of the measured mean occupant density before the pandemic and during the
pandemic are compared in table 49. Since the difference between the occupant density are higher
than inprevious comparison, it is expected to see higher RSET times with the occupant density of
0.0227 person/fn This prediction is enforced by the earlier observation where it was noted that
with the lower occupant density, the physical distancing does netdraumpact on the RSETs

since the people have space to keep physical distancing while moving towards the exit. However,
the comparison shows that the only scenario where lower occupant density led to the smaller RSET
was the scenari boil dbal dyf §erekhest bptatwveen the
the main exits and any exits was negligible and therefore the evacuation times were considered to
be the same. When the occupant escaped to the closest exit the RSET was 6 seconds smaller with
the mean value before the pandemic and when the occupants went only to the main exit the
difference was 15 seconds. It was earlier concluded that when the occupant density is low the
impact of occupant characteristics and locations becomes larger.

Table 49. ©@mparison of RSET with the average occupant density before the pandemic and during the pandemic

PreCovid Covid (0.013 Difference
(0.0227 pi?) p/m?) Difference (s) (%)

Go to any -13 -8%
70/30 1 0%
Go to closes 6 3%
Go to main 15 6%
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6. DISCUSSION

In the beginning of this study three research questions were placed where this study was supposed
to find the answers. The questions were:

1. How do the occupant load factors determined by Finnggjulations compare to the
occupant load factors determined by international standards and other national regulations?

2. How well regulation basedccupant load factors correspond with the real occupant loads
in retail buildings?

3. What impact did the pandemic have on occupant density in Finnish retail buildings and
what consequences would this have on fire evacuation design?

When compared with the earlier research, the correspondence of occupant load factor and real
occupant densities has been earlier researched in retail buildings in Swit¢edabanctis et al.,

2019) and for offices in Spai{fAlonso & Alvear, 2013) Therefore, the correspondence of
occupant density in retail buildings has not been researched earlier in Finland.

Also, since this studis made after the outbreak of Covid19 pandemic the effect of the pandemic
to the occupant load is researched and how it should be taken into account when fire evacuation
design is practiced during the pandemic times.

6.1 Correspondence of occupant loaddesin Finnish decree 848/2017 and in other national
and international standards.

In this research the occupant load factors from Finnish national standard were compared with the
occupant load factors from other national regulations and internationdihigutiode. The first and

the most impactful observation was that the occupant load factors are defined in very different
ways in the other countries than in Finland which make comparing the occupant loads difficult.

In Finland occupant load factors werdeatenined for each usage category that are determined in
Finnish 848/2017 and each usage category contains multiple different types of buildings. Only
differences were in the usage category assembly and business premises that were separated into
two groups.General assembly and business premises and amusement,.assetobly and
business premises. The issue when the occupant load factors are compared is that in other countries
occupant load factors are determined for more specific building typesramsh occupant load

factors contain a wide range of different types of buildings under one occupant load factor. A good
example of this issue could be office buildings where the occupant load factor éfpEdson

was determined in 848/2017. When this vakieompared for example with the BS9999/2017

there are three different occupant load factors determined for different types of office buildings:
Cellular offices 10 rfiperson, Open plan offices 7%person and Call Centres 4%jmerson.
Therefore, the prdbm is which occupant load factor should be used, when correspondence is
investigated. It can be clearly observed that the occupant load factor corresponds with the value of
cellular office in BS9999:2017 but the occupant load factor does not correspibnthevother

values. The same issue can be observed with the assembly and business premises. In Finland the
occupant load factor for general assembly and business premises f#p2rsom (0.4 personfn

When this value is compared with the regulatiohstber countries it can be noted that a wide
spread of di fferent types of buildings bel ong
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premiseso |i ke school s, shops and | ibraries.
building types woud share the similar occupant load, and when the comparison is made to the
other national regulation it can be seen that occupant load factors vary fréfpe2son that is
determined for clothing stores or classrooms, to Zpanson or even 10 #person that are
determined for libraries.

Therefore, the key issue concerning the comparison of occupant load factors with the national
regulations from other countries is that the occupant load factors are determined completely
differently. However, the comparisoevealed that in other countries the occupant load factors are
determined separately for specific building type whereas in Finland jointly for the whole usage
category. This is under the assumption that one occupant load factor for the whole usage categor
could be valid. This assumption seems unlikely.

6.2 Correspondence of the occupant load factor and real occupant loads in business premises in
Finland

When the measured occupant loads were compared with the regulated occupant load factors the
occupant dnsities were used, so that making the comparison possible. In shopping malls, it was
observed that with the regulated occupant load factor the estimated occupant loads are significantly
larger than when compared with the actual maximum occupant detisitiegere measured from

the shopping malls. The result was expected, since similar results were observed in earlier research
and code values generally account for conservdiidenSanctis et gl2014, 2019)Generally, if

the occupant load in the building is not known it is good that the number of occupants is
overestimated in order to add safety factors to the values, however too large safety factors often
increases the cost of the projédbtarianni & Parry, 2016)Thereforethe safety factors need to

be well justified, so that they guarantee the level of safety, but not increase the costs of the project
in vain.

If historical datais availableit can be used when the appropriate safety factors are determined.
One method that is used in fire safety engineering is the worst credible case, that is based on an
assumptiorthat if the worst credible case can be handled, every other scenario can be handled as
well. (Notarianni & Parry, 2016)In the study, different occupant densities were studied with
Pathfindersimulations. As expected, it was observed that when the occupant density is higher, the
evacuation takes more time and therefore the highest measured historical occupant density can be
considered as the worst credible case. However, since it cannot betgedrthat the occupant

density will not get higher than what has been historically measured, some kind of safety factor
needs to be added in order to be sure that the occupants can escape the building fast enough, even
if the occupant density is highdran what was measured earlier.

The historical data showed that the occupant load varies significantly depending on the day and
the average occupant density in person per area varies a lot. Depending on the mall the average
values varied between 0.063 perse?’ to 0.014 person/fin premises AD where the occupant

density values were gathered from each day. However, since the Finnish 848/2017 says the highest
possible occupant load needs to be used when determining the door width, it can be observed that
the highest occupant density in area per person was 0.124 pefs@¥ifen this is compared with
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the regulated occupant load factor of 0.4 perséifman be noted that the estimated occupant
loads with the occupant load factor are over three times higherthleaactual occupant loads.

Since the highest measured occupant density is measured already during the most crowded day of
2019, it seems unlikely that the occupant load could be increased by a factor of 3.

Since the occupant load factors can be useeterishine the minimum door width that is needed

to the premise, the impact of the door width was studied by reducing the door width in the
simulation model. It was observed that when the maximum measured occupant density was used
(0.125 person/A) the occupnt load was 31% from the original. The goal was to degrease the door
width until the REST is equal with the occupant load factor. The equal RSET was found when the
door width in the premise was found between 12B% from the original door width, depending

on the route choice scenario. Therefore, it was concluded that when the occupant density is
decreased, the door width that is needed in order to reach the same RSET decreases faster.

In conclusion it was observed that the regulated occupant load faet@stimates the occupant

load over 3 times when compared with the highest occupant density that was measured from the
Finnish shopping mall for this study. When the impact of the door width to the RSET was
observed, it was noted that less than one fduotin the original door width was needed in order

to reach the same RSET as with the regulated occupant load factor. Therefore, it is considered that
the regulated occupant load factor does not correspond very well with the actual occupant loads in
Finnishshopping malls. When the occupant load factor is compared with the occupant load factors
provided by national standards of other countries and international standards, the best fit was found
from NFPA 101, where the occupant load factor varied dependinigeosize of the mall. For
smaller malls that are smaller than 1400%) the occupant load factor is 2.8/person and for

larger malls that are larger than 37000the occupant load factor is 5. Z/gerson.

6.3 The impact of the pandemic to the occuplamisity and evacuation design in Finnish
business buildings

The impact of the pandemic was studied, by investigating the occupant density a year before the
pandemic spread to Finland and during the first year of the pandemic. The expectation was that
the acupant density would decrease significantly during the pandemic and therefore the RSET
would decrease as well.

When the distribution of occupant density was received from malls, it was clearly observed that
when the pandemic started in Finland, at finst@éccupant densities decreased drastically, but very
soon the occupant densities increased back close to the normal. The highest occupant density
before the pandemic was measured from mall E and was 0.124 petsbménhighest occupant
density during th@andemic was measured from mall B and was 0.112 per&crite difference
in the occupant density was 182 people and about 10 %. However, the highest occupant density
that was measured from mall B was measured during the pandemic and was the secand highes
occupant density measured by area per person from all the malls that were studied. Therefore, it
was concluded that the difference between the maximum occupant load before and during
pandemic were small and therefore, the exit roads and exit signade sbbbe disabled even if
the customers freedom to move is restricted in the society and they are instructed to stay home and
avoid public spaces.
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During the pandemic, people are advised to keep physical distance towards other people. On the
other handduring the fire people are advised to escape the building as fast as possible. Therefore,
the impact of physical distancing of the small number of people to the evacuation were studied. If
the occupant load is low, clear evidence of the impact of phydisiEncing was not found.
However, when the occupant load is low, people have more space around them and therefore, they
can escape and keep the physical distance at the same time. On the other hand, with the high
occupant load, occupants get stuck in eusein front of the doors, walkways and staircases. In the
simulation scenarios people who were physical distancing, decided to wait behind the queue until
the path was clear and exit last. This behavior increased the RSET time, because people who were
physcal distancing could not move until the path was clear for them. Fimdign they were able

to move, they filled the staircases ineffectively, because they wanted to keep distance towards each
other, and therefore the evacuation took more time. Thesdfibbehavior is logical, as long as the
occupants does not have any new information about the fire except the fire alarm. Since the
behavior where some people keep physical distancing even during the fire alarm was justified by
the fact that if people aret able to experience any other cues than the fire alarm, some will ignore
the alarm or consider it to be the false alarm or the fire(@dhter et al., 1980Yherefore, when

they get tolie queue, they may feel that the risk of being exposed to the virus is higher than the
threat of potential fire, and therefore they have time to wait until they can escape and keep their
distance. However, if the alarm is serious and people know thatisreefere in the building, it is
deemed unlikely that people would consider the possible exposure to the virus a greater risk than
the fire. Nevertheless, no data are currently available to back up this speculation.

In this study, the route choice scewarwere predetermined. It was observed that when more
restrictive route choice scenario was used the larger queues were formed in front of the doors.
Largest queues were formed when occupant used only the main doors and second largest when
70% of the occugnts used the main doors. The route choice scenarios were justified with theory
of affiliation, which means that the occupants exit the same way from where they came from. Since
the occupants who are physical distancing are avoiding the physical cootadtibe possible,

that the occupants could try to find another way out, if theyzeettie huge queues in front of the

doors they are going to use. Therefahe physical distancing could also have an impact on how

the occupants make their route cheidering the evacuation.

In conclusion, it was observed that most of the times decreasing the occupant load, will decrease
RSET. However, since some people are physical distancing during the pandemic the RSET are
increased especially if the occupant logadhigh and people get stuck to the queues, since people
who are physical distancing refuse to exit until the path is clear, and the evacuation takes more
time, since occupants keep distance towards each other. The impact of the pandemic to the
evacuation s investigated in this study. It was predicted that evacuation would be faster during
the pandemic since the occupant loads decrease due to the policies that suggest occupants to avoid
social contacts and advise occupants to keep physical distance totedgeople.

The results of this research showed that in the beginning of the pandemic the occupant load in
retail buildings decreased fast. However, the occupant loads started to increase soon after close to
the values that were measured before the gramdd The highest occupant load during the
pandemic was measured before Christmas, when the occupant loads were elevated also before the
pandemic. The highest occupant load during the pandemic was 0.112 péesuhinas measured
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from mall B and was the ¢inest occupant load that was measured in mall B during the whole
research period. The highest occupant load before the pandemic was 0.124 peasdnias
measured in mall E. The difference between the highest occupant load before and during the
pandemicwas only 0.012 person/min order to give perspective, in the simulation model the
difference in occupant load was 10% when these two occupant loads were used in simulations.

Generally, when the occupant load decreases, the RSET decreases ldewssiker, during the
pandemic people were advised to keep physical distance towards other people. Keeping the
physical distance is not necessary in the case of fire evacuation, but it was assumed to affect the
evacuation, since many times, if people areaft¢ to see any other cues than hear the alarm, they

will ignore the alarm or will not take it seriously. Therefore, it was assumed that a small percentage
of the people will keep physical distancing. When the occupant load decreases, the number of
peoplewho are physical distancing decreases as well and less queues are formed and therefore the
impact of physical distancing to the RSET is smaller.

In the case of fire, the goal is to empty the building as fast as possible. Generally, a smaller
occupant loaslhelps with this goal, since usually RSET decreases when the occupant load is lower.
However, even though the occupant loads decreased during the pandemic the historical data
showed that high occupant loads can still be measured. The challenge inghigals be the

people who keep physical distancing even during the evacuation. However, since it was noted that
the effect of physical distancing was higher, when there were more queues it is important that the
building is equipped with a sufficient numbeir exits. According to the Pathfinder simulation

study, the number of the exits is not a key issue, since the regulated occupant loaal/éxctor
estimated the door width that is needed plus some extra doors might need to be installed, since the
exit diseances will be exceeded otherwise. This is assuming all exit routes are available during the
full course fire. Since the total exit width is overestimated, when the occupant load is estimated
with occupant load factor and the doors are separated evenlydaitwal building, to make sure

that exit distances will not be increased, the blockade at one exit might not cause issues in
evacuation. However, since most of the occupants escapes from the door where they came from
the occupant load concentrates in frohthe main doors. If the fire blocks one of the main doors

the occupant load from that door separates to the other main doors. This might cause lareg locali
gueues to some of the exits that can restrict the evacuation and increase the RSET. Ttherefore,
focus should be kept on how the occupants are guided to the nearest exit instead of the main exits.
If the occupants can be guided to the closest exits the larger localized queues are not formed and
evacuation becomes faster.

Since there are alreadygudations on how to define the total door width, exit distance and how
the exits should be marked it is challenging to affect this issue with the fire evacuation design.
However, one way to affect evacuation and make it more effective is to design agipropite

alarms. They are already common in public buildings. The advantage of the voice alarm is that
they can give information and instructions about the situation to the occipéaton,2014)
Therefore, with the voice alarm, occupants could be reminded that physical distancing is not
needed during the fire evacuation since all the delays in the evacuation is not wanted. Since it was
observed, that if the queues are formed the RSET lieaeed more. Therefqoneerceptibility of

the evacuation exit signage should be focused, so that occupants cguiddzkto the nearest

exit more effectively. The lighting system of the building should be connected to the automatic
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fire alarm systems. Inase of the fire alarm all the unnecessary lights should be switched off, so
that they will not cause distractions over the evacuationslighhe advertisement boards should

be either switched off, so that they will not distract occupants or alterryatiggld as an
information boards that give information about the closest exits. The emergency lighting could be
used with the evacuation signageytode occupants to the nearest exit. The evacuation signs and
emergency ligts close to the exit could be ghter than the signs and lights that are more far
away. However, the lights should provide enough light for each part of the building so that they
will not endanger the evacuation.

6.4 Limitations of the research

The limitations of the study relates to tbata collection, evacuation simulations and lack of
research data related to the Covid19 pandemic. Firstly, the greatest challenge in this study was the
data collection. It was hard and took a lot of time to keep in touch with business actors that could
provide data from their facilities. The data was asked from 19 shopping mall premises and 4
department store branches that owned multiple premises. Only six actors accepted to provide the
data. Since staying in touch with the business actors was time dagsitmvas not possible to
increase the number of premises where the data was asked.

Since carrying out the study relied heavily on theperation of the business actors only the data
absolutely necessary was asked, in order to make sure that thenalctoos change their mind

about providing the data. Therefotlee maximum occupant density simultaneously in the building
was asked from every day from 2019 and 2020. Two of the premises were able to provide only the
maximum occupant density simultansyin the building from every week.

In a year 2020 there were 112 shopping malls in Finland (Suomen Kauppakeskusyhdistys, 2021.).
This study contained 6 of them from different parts of Finland. To make this study more
meaningful the number of shopping sadarticipating to the study should be increased. Increasing

the number of premises where the occupant densities were asked could have increased the accuracy
of the study since more high occupant loads could have been found and there are plenty of
shoppimg malls where the maximum occupant densities can be even higher than what studied in
this research. However, | think the number of shopping malls that participated on this study are
able to provide directional results on the occupant densities thatFirdand.

Alongside with adding the number of shopping malls, adding the years could have increased the
accuracyof the study. Adding the years before the pandemic could were possible, but would have
meant more work for the shopping mall premises that pigdited to the study, and therefore

longer period of data were not asked. The occupant data during the Covid19 pandemic could have
increased as well, but it was decided that it is only asked from the year 2020, because the data were
asked during the ye&021 which means 2020 was the only complete year where the occupant
load data during the Covid19 could have been asked.

In evacuation simulations the occupants were modeled individually, which is unlikely, since
people often visit the malls in groups amdadl children are often with their parents. Simulating
the group behavior is possible but the Pathfinder, which often would lead into longer evacuation
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times however specific data and validation related to the grouping is still unknown according to
the Palbfinder user guide.

Using the Pathfinder simulations consist some uncertainty that are related to the model that were
used, which can limit the reliability of the study. Since in the Pathfinder simulation, human
behavior is modelled in advance and theupents are moving according to the-pgetermined
behavior and there are no quick oges in decisions. In real life occupants might do some quick
changes in their plans and decide to use other door instead of another, if they think it might be
quicker wayto get out. Thereforghereis always some uncertainty in the simulations results
caused by the fact that modelling human behavior perfectly is impossible. In order to tackle this
issue, multiple different kind of simulation scenarios where studieddier @ get a picture on

how long evacuation will take if the worst case happens.

Thirdly, lack of research data related to the Covid19 pandemic cause limitation, when the effect
of physical distancing was studied, since it is not known if some percesftige people would

keep physical distancing even during fire evacuation. The justification is based on an assumption,
that according to behavioral sequence theory, if occupants do not see any other cues from the fire,
the alarm is ignored or consideredle a false alarm or a drill. Therefore, the small number of
people might consider the potential exposure to be a higher risk than the fire alarm.

6.5 Further research suggestions

The further research topics that should be studied more are the coressgmnil occupant load
factors in other types of business and retail premises, impact of physical distancing to the
evacuation, the maximum occupant densities before, during and after covid and to the ways to
guide occupants more effectively during evaarati

In the study, it was observed that the occupant load factors determined in the guidance document
of 848/2017 are determined for wide spread of different types of buildings. It was observed that in
other countries occupant load factors were determiraeé specifically for specific building use.
Therefore, the occupant densities in different types of business and retail premises, like restaurants
or schools, and their correspondence with the occupant load factors determined in Finnish
848/2017 should brurther investigated.

Since the data on if the occupants are physical distancing during the evacuation during the
pandemic were not found, it would be an interesting topic to research further, in order to justify
the if the occupant are physical distandiluging the evacuation on pandemic times and how large
the number of people.

Secondly the effect of the Covid19 pandemic to the occupant load should be further researched.
The amount of available data during the pandemic was limited, since the pandemic was still going
on when the research data was gathered. The complete studwdhehpandemic affected the
occupant loads would be interesting and it would be interesting to see if the occupant loads are
recovered back to the level that was observed before the pandemic.
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Finally, it was suggested that in order to improve the effentise of the evacuation to avoid

gueues that restrict the flow, the occupants should be guided to the closest exit more effectively.
The suggested solutions were to use advertisement boards as an exit signage and use brighter exit
signage and emergency lighcloser to the exit. The effectiveness of these suggestions has not
been researched and therefore research should be made if those methods could make the evacuation

more effective.
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7. CONCLUSIONS

The main conclusions that were found out were thad¢hapant load factors are determined much
more specifically for different buildings in other countries than in Finland. Therefore, it cannot be
stated that the Finnish occupant load factors correspond well with the other national or
international standargdsince one usage group that is determined in Finland contains multiple
different types of buildings with different occupant load factors determined in other countries.

The occupant load factor in general business and assembly buildings contains thssbusine
premises like shopping malls. The occupant load factor in general assembly and business premises
is 0.4 person/f In the studysix different shopping malls were studied, which were referenced in

the study as shopping maltA The highest occupantrgsty in form of area per person that was
measured was 0.125 persoR/ven though the occupant load factor needs to be conservative
value, in order to make sure that the estimated occupant load factor represents the highest occupant
load, the regulatedcoupant load factor overestimates the maximum occupant load that was
measured with an over factor of three. Therefore, it is considered that the regulated occupant load
factors are too conservative.

It was observed that during the pandemic the occupads hearied significantly. When the first
restrictions and suggestions were ordered by the Finnish government the occupant load decreased
drastically in all shopping malls that were investigated. However, the occupant loads started to
recover and by the emd the year the occupant loads were recovered close to titeyitevalues.

In premise E the highest occupant load was measured during the pandemic which was the second
highest occupant load overall that was measured during the reseadcit was only @12
person/m lower than the highest occupant load that was measured. Therefore, it was concluded
that generally the occupant loads decreased because of the pandemic, however the high occupant
loads are still possible during the pandemic. Because oftiigxit roads and exit signage should

not be disabled even if the governments are restricting the customers right to move that impacts to
the occupant load in retail spaces.
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Appendices
Appendix 1(1/3)

Comparison of occupant load factors in different types of buildings
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Comparison of occupant load factors in different types of buildings

Appendix 1(2/3)

Comparison on occupant load factor in general assembly and business premises
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Appendix1(3/3) Comparison of occupant load factors in different types of buildings

Comparison on occupant load factor in Production and Storage
buildings
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Appendix 2 (1/17) Convergence study
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Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 214
Route choice: |2 192.5 203.3 5.29
Locally quickest
path 3 197.5 201.3 0.95
Physical dist: No| 4 194.5 199.6 0.86
5 211.3 202.0 1.16
6 199.5 201.6 0.20
7 215 203.5 0.94
Scenario: Run number | RSET (s) Average RSET(s)| Convergence (%)
OD:0.112 p/m |1 199.8
Route choice: |2 199.3 199.6 0.13
Locally quickest
path 3 1915 196.9 1.36
Physical dist: No| 4 189.8 195.1 0.91
5 205 197.1 1.00
6 191.8 196.2 0.45
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Appendix 2 (2/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.0227 p/ra | 1 193.5
Route choice: 2 172.3 182.9 5.79
Locally quickest
path 3 182.3 182.7 0.11
Physical dist: No| 4 160 177.0 3.21
5 179.5 177.5 0.28
6 160 174.6 1.67
7 163.8 173.0 0.89
Scenario: Run number | RSET (s) Average RSET(s)| Convergence (%)
OD: 0.013 p/m |1 202
Route choice: |2 191.5 196.8 2.67
Locally quickest
path 3 156.8 183.4 7.26
Physical dist: No| 4 169.8 180.0 1.89
5 172.8 178.6 0.81
6 197 181.7 1.69
7 153.8 177.7 2.24
8 176.8 177.6 0.06
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Appendix 2(3/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/n% 1 316.5
Route choice: 2 321 318.8 0.71
Locally quickest
path 3 287.8 308.4 3.34
Physical dist: No| 4 362.3 321.9 4.18
5 317.3 321.0 0.29
6 310.5 319.2 0.55
Scenario: Run number | RSET (s) Average RSET(s)| Convergence (%)
OD: 0.125 p/m |1 208.3
Route choice: 2 213.8 211.1 1.30
Locally quickest
path 3 206.5 209.5 0.72
Physical dist: 4 219.8 212.1 1.21
Yes
5 204 210.5 0.77
6 202.5 209.2 0.64
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Appendix 2 (3/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.112 p/m |1 210.8
Route choice: 2 203.3 207.0 1.81
Locally quickest
path 3 196.8 203.6 1.68
Physical dist: 4 204.8 203.9 0.14
Yes
5 1955 202.2 0.83
6 217 204.7 1.20
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.0227 p/ra | 1 149.5
Route choice: 2 151.5 150.5 0.66
Locally quickest
path 3 157.3 152.8 1.48
Physical dist: 4 163.5 155.5 1.73
Yes
5 165.5 157.5 1.28
6 168.5 159.3 1.16
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Appendix 2 (4/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.013 p/m |1 177.3
Route choice: 2 142.8 160.0 10.78
Locally quickest
path 3 157 159.0 0.64
Physical dist: 4 160.5 159.4 0.23
Yes
5 166.5 160.8 0.88
6 1475 158.6 1.40
7 168,3 160.0 0,87
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/m 1 386
Route choice: 2 355.8 370.9 4.07
Locally quickest
path
Physical dist: 3 337.5 359.8 3.09
Yes
4 344 355.8 1.11
5 373.5 359.4 0.98
6 380.5 362.9 0.97
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Appendix 2 (5/17) Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 261.3
Route choice: 2 286.3 273.8 4.57
70% / 30%
3 287.5 278.4 1.64
Physical dist: No| 4 267.5 275.7 0.99
5 308.8 282.3 2.35
6 281.3 282.1 0.06
Scenario: Run number | RSET (s) Average RSET(s)| Convergence (%)
OD:0.112 p/m |1 237
Route choice: 2 259.3 248.2 4.49
70% / 30%
3 256 250.8 1.04
Physical dist: No| 4 280.8 258.3 2.91
5 293 265.2 2.62
6 248 262.4 1.09
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Appendix 2 (6/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.0227 p/m | 1 193
Route choice: |2 203.3 198.2 2.60
70% / 30%
3 242.5 212.9 6.94
Physical dist: No| 4 204.5 210.8 1.00
5 237.8 216.2 2.50
6 199.5 213.4 1.31
7 276.3 222.4 4.04
8 240.8 224.7 1.02
Scenario: Run number [ RSET (s) AverageRSET(s) | Convergence (%)
OD: 0.013 p/m |1 167,8
Route choice: |2 216,5 192,2 12,67
70% / 30%
3 180,3 188,2 2,1
Physical dist: No| 4 215,3 195.0 3,47
5 203,3 196,6 0,85
6 187,5 195,1 0,78
7 226,3 199,6 2,23
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Appendix 2 (7/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/m 1 479.5
Route choice: 2 497.3 488.4 1.82
70% / 30%
3 491.8 489.5 0.23
Physical dist: No| 4 476 486.2 0.70
5 495 487.9 0.36
6 486.5 487.7 0.05
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.125 p/m |1 270,8
Route choice: 2 289,3 280,1 3,30
70% / 30%
3 292,5 284,2 1,46
Physical dist: No| 4 308,3 290,2 2,08
5 280,8 288,3 0,65
6 282,3 287,3 0,35
7 277,8 288,5 0,40
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.112 p/m |1 272.3
Route choice: |2 274.3 273.3 0.36
70% / 30%
3 275.3 274.0 0.24
Physical dist: 4 274 275.9 0.003
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Yes 5 282 275.6 0.58
6 2745 275.4 0.07
Appendix 2(8/17) Convergence study
Scenario: Run number [ RSET (s) Average RSET(s| Convergence (%)
OD: 0.0227 p/rh | 1 216,3
Route choice: 2 2955 255,9 15,47
70% / 30%
3 204.8 238,9 7,13
Physical dist: 4 236,3 238,2 0,27
Yes
5 2135 233,3 2,12
6 201,5 227,9 2,32
7 192,8 2229 2,25
8 250 226,3 1,49
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.013 p/m |1 192,8
Route choice: 2 190,3 191.6 0.65
70% / 30%
3 179,5 187.5 2.14
Physical dist: 4 228,3 197.7 5.15
Yes
5 251 208.4 5.11
6 261 217.2 4.04
7 257.,3 222.9 2.57
8 217.,3 222.2 0.31
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Appendix 2 (9/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/m 1 548.5
Route choice: 2 533 540.8 1.43
70% / 30%
3 570 550.5 1.77
Physical dist: 4 558 552.4 0.34
Yes
5 557.8 553.5 0.20
6 528.3 549.3 0.76
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 211.3
Route choice: Gq 2 219.5 2154 1.90
to closest exit
3 213 214.6 0.37
Physical dist: No| 4 217.3 215.3 0.31
5 232.3 218.7 1.56
6 202 215.9 1.29
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.112 p/m |1 1975
Route choice: Gq 2 203 200,3 1,37
to closesexit
3 197,8 199,4 0,41
Physical dist: No| 4 189,8 197,0 1,22

101




5 183 194,2 1,44
6 201 195,4 0,58
Appendix 2 (10/17) Convergence study
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.0227 p/rh | 1 182.3
Route choice: Gq 2 168.5 175.4 3.93
to closest exit
3 189.5 180.1 2.61
Physical dist: No| 4 176.3 179.2 0.53
5 181.5 179.6 0.26
6 164.3 177.1 1.44
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.013 p/m |1 182.3
Route choice: Gq 2 170.0 176.1 3.49
to closest exit
3 143.8 165.4 6.52
Physical dist: No| 4 174.0 167.5 1.29
5 154.5 164.9 1.58
6 149.3 162.3 1.60
7 166.5 162.9 0.37
8 171.8 164.0 0.68
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Appendix 2 (11/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/m 1 387.5
Route choice: Gq 2 418.3 402.9 3,82
to closest exit
3 465.3 423.7 4,91
Physical dist: No| 4 420 422.8 0,22
5 458 429.8 1,64
6 461.5 435.1 1,21
Scenario: Runnumber [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.112 p/m |1 210.0
Route choice: Gq 2 217.5 213.8 1.75
to closest exit
3 210.8 212.8 0.46
Physical dist: 4 211.0 212.3 0.21
Yes
5 222.3 214.3 0.93
6 213.3 214.2 0.08
Scenario: Runnumber | RSET (s) Average RSET(s)| Convergence (%)
OD:0.112 p/m |1 217.5
Route choice: Gq 2 210.8 214.2 1.56
to closest exit
3 195.8 208.0 2.94
Physical dist: 4 234.8 214.7 3.12
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Yes 5 2115 214.1 0.30
6 204.3 212.5 0.77
Appendix 2(12/17 Convergence study
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.0227 p/rh | 1 178.0
Route choice: Gq 2 191.5 184.8 3.65
to closest exit
3 164.8 178.1 3.73
Physical dist: 4 190.8 181.3 1.75
Yes
5 185.3 182.1 0.44
6 162.3 178.8 1.84
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/n} 1 179.5
Route choice: Gq 2 200.8 190.2 5.60
to closest exit
3 188.3 189.5 0.32
Physical dist: 4 166.5 183.8 3.13
Yes
5 189.5 184.9 0.62
6 159.8 180.7 2.32
7 199.3 183.4 1.45
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Appendix 2 (13/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/m 1 522.8
Route choice: Gq 2 498 510.4 2.43
to closest exit
3 506.5 509.1 0.26
Physical dist: 4 478.8 501.5 1.51
Yes
5 481.5 497.5 0.80
6 474.8 493.7 0.77
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 363.5
Route choice: Gq 2 331.8 347.65 4.56
to main exit
3 340.5 345.27 0.69
Physical dist: No| 4 336.5 343.08 0.64
5 350.3 344.52 0.42
6 357.5 346.68 0.62
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD:0.112 p/m |1 355.0
Route choice: Gq 2 358.5 356.8 0.49
to main exit
3 328.8 347.4 2.68
Physical dist: No| 4 333.0 343.8 1.05
5 357.0 346.5 0.76
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6 323.0 342.6 1.14

Appendix 2 (14/17) Convergence study
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.0227 p/rh | 1 244.3
Route choice: Gq 2 261 252.7 3.30
to main exit

3 257.3 254.2 0.61
Physical dist: No| 4 233.5 249.0 2.08
5 242.8 247.8 0.50
6 247 247.7 0.05
Scenario: Run number | RSET (s) Average RSET(s)| Convergence (%)
OD: 0.013 p/m |1 243.8
Route choice: Gq 2 1945 219.2 11.25
to main exit
3 255.8 231.4 5.28
Physical dist: No| 4 244.8 225.2 2.76
5 263.5 231.7 2.83
6 2115 239.7 3.32
7 295.5 234.0 241
8 235.5 244.3 4.19
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Appendix 2 (15/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/nt 1 711.3
Route choice: Gq 2 718.8 715.1 0.52
to main exit
3 693.3 707.8 1.02
Physical dist: No| 4 727.3 712.7 0.68
5 687 707.5 0.73
6 687.8 704.3 0.47
Scenario: Run number | RSET (s) Average RSET(s)| Convergence (%)
OD: 0.125p/m |1 360
Route choice: Gq 2 353.5 356.8 0.91
to main exit
3 394.5 369.3 3.41
Physical dist: 4 372.8 370.2 0.23
Yes
5 357.7 367.7 0.68
6 378.8 369.6 0.50
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.112 p/m |1 361.8
Routechoice: Go| 2 349.3 355.6 1.76
to main exit
3 346 352.4 0.90
Physical dist: 4 362 354.8 0.68
Yes
5 342 352.2 0.73
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6 342.8 350.7 0.45

Appendix 2 (16/17) Convergence study
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.0227 p/m | 1 211.3
Route choice: Gq 2 220.3 215.8 2.09
to main exit

3 255 228.9 5.71
Physical dist: 4 233.8 230.1 0.54
Yes
5 284.8 241 4.54
6 331.8 256.2 5.91
7 234 253 1.25
8 237.5 251 0.77
9 313.3 258 2.68
10 218 254 1.57
11 225.3 251.4 1.04
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Appendix 2 (17/17)

Convergence study

Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.013 p/m |1 360
Route choice: Gq 2 268.5 314.3 14.56
to main exit
3 253 293.8 6.95
Physical dist: 4 242.5 281 4.57
Yes
5 212 267.2 5.16
6 238.5 262.4 1.82
7 271.3 263.7 0.48
8 305.8 269.0 1.96
9 219.8 263.5 2.07
10 251.3 262.3 0.46
Scenario: Run number [ RSET (s) Average RSET(s)| Convergence (%)
OD: 0.4 p/m 1 833
Route choice: Gq 2 790.8 811.9 2.60
to main exit
3 768.5 797.4 1.81
Physical dist: 4 820.3 803.2 0.71
Yes
5 865.5 815.6 1.53
6 794.3 812.1 0.44
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Appendix 3 (1/3)

Convergence studyReduced Door Width

Scenario: Run number RSET (s) Average RSET(s)| Convergence (%)
OD: 0.125 p/m 1 306
Route choice: 2 305.3 305.7 0.1%
Locally quickest
path 3 296.5 302.6 1.0 %
Physical dist: No | 4 290 299.5 1.1%
Door width: 20% | 5 307.3 301 0.5%
6 309.8 302.5 0.5%
Scenario: Run numberl RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 375
Route choice: 2 366 370.5 1.2 %
Locally quickest
path 3 369.5 367.8 0.7 %
Physical dist: No | 4 358 363.8 1.1%
Door width: 15% | 5 335 346.5 5.0%
6 371.8 353.4 2.0%
Scenario: Run numberl RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 455.3
Route choice: 2 478.3 466.8 25%
70/30
3 470.3 467 0.2%
Physical dist: No | 4 486.3 472.6 1.0 %
Door width: 25% | 5 480.3 474.1 0.3%
6 461.8 472.1 0.4 %

111




Appendix 3 (2/3)

Convergence studyReduced Door Width

Scenario: Run numberl RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 537
Route choice: 2 565.5 551.3 2.6 %
70/30
3 572 558.2 1.2 %
Physical dist: No | 4 550.3 556.2 0.4%
Door width: 20% | 5 530.8 551.1 0.9%
6 580.8 556.1 0.9%
Scenario: Run number RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 435.5
Route choice: Go| 2 382.8 409.2 6.4 %
to closest
3 371.8 396.7 3.1%
Physical dist: No | 4 345.5 383.9 3.3%
Door width: 20% | 5 422 3915 1.9 %
6 410 394.6 0.8 %
Scenario: Run numberl RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 445.8
Route choice: Go| 2 450.3 448.2 0.5%
to closest
3 498.3 464.8 3.6%
Physical dist: No | 4 451.3 461.4 0.7 %
Door width: 15% | 5 441 457.3 0.9%
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6 507.8 465.8 1.8 %

Appendix 3 (3/3) Convergence studyReduced Door Width
Scenario: Run numberl RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 690,5
Route choice: Go| 2 690 690,25 0,0 %
to main

3 680,5 687 0,5%
Physical dist: No | 4 652,5 678,375 1,3%
Door width: 15% | 5 651,8 673,06 0,8 %

6 671,3 672,76667 0,0 %
Scenario: Run numberl RSET (s) Average RSET(s)| Convergence (%)
OD:0.125p/m |1 704.8
Route choice: Go| 2 723.8 714.3 1.3%
to main

3 697.3 708.6 0.8 %
Physical dist: No | 4 723.5 712.4 0.5%
Door width: 14% | 5 699.3 709.7 0.4%

6 692 706.8 0.4 %
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Appendix 4 (1/3) a _____Comparison of different occu pant loads

ta s

Occupant load: 0.0227/0.125/0.4 persoh/Route choice70/30, Physical distancing: No
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Comparison of different occupant loads

o

Occupant load: 0.0227/0.125/0.4 persoh/Route choice: Go to closest, Physical distancing: No
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=

Appendix 4 (3/3) Comparison oflifferent occupant loads

Occupant load: 0.0227/0.125/0.4 persoh/Route choice: Go to main, Physical distancing: No
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Appendix 5 (1/10 How the crowd is formed with or without physical distancing

PAATOBIL

e -

Occupant load: 0.4 persordim Occupant load: 0.4 persordm
Route choice: Locally quickest path Route choice: Locally quickest path
Physical distancing: No Physical distancing: No

ey

Occupant load: 0.4 persordfm Occupant load: 0.4 persordfm
Route choice: 70/30 Route choice: 70/30
Physical distancing: No Physical distancing: No
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physical distancing

Appendix 5 (2/10)

e

How the crowd is formedwith or without

Now

Occupant load: 0.4 persordim Occupant load: 0.4 persordfm
Route choice: Go tolosest Route choice: Go to closest
Physical distancing: No Physical distancing: Yes

Occupant load: 0.4 persordim Occupant load: 0.4 persordm
Route choice: Go to main Route choice: Go to main
Physical distancing: No Physicaldistancing: Yes
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Appendix 5 (3/10) How the crowd is formed with or without physical distancing

SRR

Occupant load: 0.125 persorf/m Occupant load: 0.125 persorf/m
Route choice: Locally quickest path Route choice: Locally quickest path
Physial distancing: No Physical distancing: Yes

Occupant load: 0.125 persorffm Occupant load: 0.125 persorfim
Route choice: 70/30 Route choice: 70/30

Physical distancing: No Physical distancing: Yes
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physical distancing

Appendix 5 (4/10 How the crowd is formed ith or without

Occupant load: 0.125 persorffm Occupant load: 0.125 persorffm

Route choice: Go to closest Route choice: Go to closest
Physical distancing: No Physical distancing: Yes

Occupant load: 0.125 persorf/m Occupant load: 0.125 persorf/m
Route choice: Go to main Route choice: Go to main
Physical distancing: No Physical distancing: Yes
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Appendix 5 (5/10) physical disting

How the crowd is formed with or without

= Siss

Occupant load: 0.112 persorf/m Occupant load: 0.112 persorf/m
Route choice: Locally quickest path Route choice: Locally quickest path
Physical distancing: No Physical distancing: Yes

Occupant load: 0.112 persorffm Occupant lod: 0.112 person/fm

Route choice: 70/30 Route choice: 70/30
Physical distancing: No Physical distancing: Yes
Appendix 5 (6/10) How the crowd is formed with or without physical distancing
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2

Occupant load: 0.112 persorffm Occupant load: 0.112 persorffm
Route choice: Go to closest Route choice: Go to closest
Physical distancing: No Physical distancing: Yes |

Occupant load: 0.112 persorffm Occupant load: 0.112 persorffm

Route choice: Go to main Route choie: Go to main
Physical distancing: No Physical distancing: Yes
Appendix 5 (7/10) How the crowd is formed with or without physical distancing
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Occupant load: 0.0227 persorf/m Occupant load: 0.0227 persorf/m
Route choice: Locallguickest path Route choice: Locally quickest path
Physical distancing: No Physical distancing: Yes

Occupant load: 0.0227 persorf/m Occupant load: 0.0227 persorf/m

Route choice: 70/30 Route choice: 70/30
Physical distancing: No Physical distancing: Yes
Appendix 5 (8/10) How the crowd is formed with or without physical distancing
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Route choice: Go to closest
Physical distancing: No

Occupant load: 0.0227 persor/m
Route choice: Go to main
Physical distancing: No

Appendix 5 (9/10)

Occupant load: 0.0227 persorf/m

Occupant load: 0.0227 persorf/m
Route choice: Go to closest
Physical distancing: Yes

Occupant load: 0.0227 persor/m
Route choice: Go to main
Physical distancing: Yes

How the crowd is formed with or without physical distancing
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Occupant load: 0.013 persorffm Occupant load: 0.013 persorffm
Route choice: Locally quickest path Route choice: Locally quickest path
Physical distancing: No Physical distancing

Occupant load: 0.013 persorffm Occupant load: 0.013 persorf/fm

Route choice: 70/30 Route choice: 70/30
Physical distancing: No Physical distancing: Yes
Appendix 5 (10/10) How the crowd is formed with or withophysical distancing
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Occupant load: 0.013 persorffm Occupant load: 0.013 persorffm
Route choice: Go to closest Route choice: Go to closest
Physical distancing: No Physical distancing: Yes

Occupant load: 0.013 persorf/m Occupant loadd.013 person/m

Route choice: Go to main Route choice: Go to main
Physical distancing: No Physical distancing: Yes
Appendix 6 (1/7) Effect of the door width to the evacuation
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Occupant load: 0.125 persorffm Occupant loadd.125 person/m

Route choice: Locally quickest path Route choice: Locally quickest path
Physical distancing: No Physical distancing: No

Door width: 90% Door width: 90%

Occupant load: 0.125 persorffm
Route choice: Locally quickest path
Physcal distancing: No

Door width: 15%

Appendix 6 (2/7) Effect of the door width to the evacuation
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Occupant load: 0.125 persorf/m Occupant load: 0.125 persorf/m

Route choice: 70/30 Route choice: 70/30
Physical distancing: No Physical distancing: No

Door width: 90% Door width: 60%

- <

P

Occupant load: 0.125 persorf/m

Occupant load: 0.125 persorffm

Route choice: 70/30 Route choice: 70/30
Physical distancing: No Physical distancing: No
Door width: 20% Door width: 20%
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Effect of the door width to the evacuation

Occupant load: 0.125 persorf/m
Route choice: 70/30

Physical distancing: No

Door width: 20%
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Appendix 6 (4/7) Effect of the door width to thevacuation

>

Occupant load: 0.125 persorffm

ST

Occupant load: 0.125 persorf/m

Route choice: Go to closest Route choice: Go to closest
Physical distancing: No Physical distancing: No

Door width: 90% Door width: 60%

Occupant loadd.125 person/m Occupant load: 0.125 persorf/m

Route choice: Go to closest Route choice: Go to closest
Physical distancing: No Physical distancing: No
Door width: 30% Door width: 20%
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Effect of the doowidth to the evacuation

Occupant load: 0.125 persorf/m
Route choice: Go to closest
Physical distancing: No

Door width: 15%
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Appendix 6 (6/7 Effect of the door width to the evacuation

Occupant load: 0.125 persorf/m Occupant loadd.125 person/m

Route choice: Go to main Route choice: Go to main

Physical distancing: No Physical distancing: No

Door width: 30% Door width: 25%

Occupant load: 0.125 persorffm Occupant load: 0.125 persorf/fm

Route choice: Go to main Route choice: Go to main

Physical distancing: No Physical distancing: No

Door width: 20% Door width: 15%

Appendix 6 (7/7) Effect of the door width to the evacuation
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